
GENERAL NOTES – PARTITION TYPES:

ALL PARTITION TO BE TYPE G6.0 UNLESS NOTED OTHERWISE 
OR WHERE FIRE RATING CONSTRUCTION IS INDICATED

PROVIDE CEMENTITOUS TILE BACKER BOARD AT ALL TILED 
WALLS UNLESS NOTED OTHERWISE

PROVIDE RUBBER WALL BASE TRIM AT ALL PARTITIONS 
UNLESS NOTED OTHERWISE

PROVIDE STEEL ANGLE RESTRAINTS AND ASSOCIATED STEEL 
CHANNELS AT TOP OF ALL INTERIOR CMU PARTITION AND 
WALLS.  ALL ANGLES AND CHANNELS ARE TO BE FURNISHED 
AND INSTALLED BY METAL FABRICATIONS (SUB-BID 
CONTRACTOR).  SEE STRUCTURAL DRAWINGS FOR SIZE AND 
DETAILS.

RATED WALLS WITH U.L. DESIGN NUMBERS INCLUDE 
REQUIREMENTS INDICATED THE U.L. DIRECTORY AND IN THE 
PROJECT MANUAL, WHICH MAY NOT BE REPRESENTED IN THE 
PARTITION TYPE DETAILS WHICH MAY SHOW ONLY PRINCIPLE 
COMPONENTS AND REQUIREMENTS

RATED PARTITIONS SHALL HAVE U.L. HEAD DESIGNS, SEALANT 
AND FILL MATERIAL OF THE SAME RATING.

FINISHES APPLIED TO PARTITIONS ARE INDICATED IN THE 
ROOM FINISH SCHEDULE, INTERIOR ELEVATIONS, WALL 
FINISHES PLANS, AND ELSEWHERE.

TERMINATE RATED AND UNRATED GWB PARTITIONS AT 
UNDERSIDE OF FLOOR DECKS AND ROOF DECKS.

ALL MATERIALS AND COMPONENTS SHOWN IN PARTITION 
DETAILS OR INDICATED IN SCHEDULES ARE CONTINUOUS 
UNLESS INDICATED OTHERWISE.

ALL MATERIALS AND COMPONENTS SHOWN IN PARTITION 
DETAILS OR INDICATED IN SCHEDULES OCCUR ON ALL SIDES 
OF PARTITIONS UNLESS INDICATED OTHERWISE.

SEE STRUCTURAL DRAWINGS FOR LOCATIONS OF BEARING 
PARTITIONS, SHEAR WALLS, AND OTHER MASONRY 
PARTITIONS AND WALLS WITH REINFORCING AND OTHER 
SPECIAL REQUIREMENTS.

SEE STRUCTURAL DRAWINGS AND PROJECT MANUAL FOR 
REINFORCING DETAILS AND REINFORCING REQUIREMENTS.

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE 
FRAMING MEMBERS AT 16” O.C. MAXIMUM.  

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE 
FRAMING TRACK AS REQUIRED AT HEADS AND SILLS

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE 
DEFLECTION TRACK AT EXTERIOR WALLS, ROOF 
TERMINATIONS AND AS INDICATED ON PARTITION TYPE 
DETAILS 

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE 
REQUIRED FASTENERS

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE BRACING

AT ALL STEEL STUD AND LGMF PARTITIONS PROVIDE ALL 
OTHER FRAMING ACCESSORIES AS SHOWN, AND AS 
REQUIRED.

COORDINATE STUD SPACING WITH MODULAR WALL FINISH 
MATERIAL FASTENING REQUIREMENTS. 

GWB AND WALL FINISH TO BE OMITTED ON UNEXPOSED SIDE 
OF UNRATED GYPSUM WALLBOARD PARTITIONS USED FOR 
CHASES, DUCTWORK ENCLOSURES, ETC. 

PROVIDE BLOCKING AS REQUIRED, COORDINATE BLOCKING 
REQUIREMENTS WITH ALL TRADES PRIOR TO CLOSING WALLS

PROVIDE GWB FIRE PROTECTION AT STRUCTURAL STEEL AS 
INDICATED IN THE ARCHITECTURAL DRAWINGS.

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
3 5/8" METAL STUDS WITH
3 1/2" ACOUSTICAL BATT
5/8" GWB
SEE DETAIL 1/A1-0-0

G4.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
5/8" GWB
SEE DETAIL 1/A1-0-0

G6.0

GWB PARTITIONS:

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
5/8" GWB
SEE DETAIL 4/A1-0-0

G6.0A

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 4/A1-0-0

G6.0B

UL DESIGN U412
NON-BEARING PARTITION
2-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
5/8" GWB
SEE DETAIL 2/A1-0-0

G6.1A

MASONRY PARTITIONS:

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
1 5/8" UNRATED CMU
SEE DETAIL 5/A1-0-0

2.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5 5/8" UNRATED CMU
SEE DETAIL 5/A1-0-0

6.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
3 5/8" UNRATED CMU
SEE DETAIL 5/A1-0-0

4.0

SHAFT WALL PARTITIONS:

UL DESIGN U415
1-HOUR RATED
1" GYPSUM LINER PANEL
4" C-H TYPE STUD 25 GA
4" ACOUSTICAL BATT
1 LAYER 5/8" GWB
SEE DETAIL 7/A1-0-0

S4.1

TYPICAL PARTITION TYPES

FURRING PARTITIONS:

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
7/8" METAL FURRING CHANNELS
SEE DETAIL 9/A1-0-0

F1.0
UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
1 5/8" METAL STUDS
SEE DETAIL 9/A1-0-0

F2.0
UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
2 1/2" METAL STUDS
SEE DETAIL 9/A1-0-0

F3.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
3 5/8" METAL STUDS
SEE DETAIL 9/A1-0-0

F4.0A

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS
SEE DETAIL 9/A1-0-0

F6.0A

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
7 5/8" UNRATED CMU
SEE DETAIL 5/A1-0-4

8.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
7 5/8" UNRATED CMU GROUT SOLID
SEE DETAIL 5/A1-0-4

8.0G

UL DESIGN U905
NON-BEARING PARTITION OR
BEARING PARTITION
2-HOUR RATED
7 5/8" CMU, RATED D-2
SEE DETAIL 6/A1-0-4

8.2

UL DESIGN U407
NON-BEARING PARTITION
1-HOUR RATED
1 LAYER 5/8" GWB
6" METAL STUDS AT 16" OC
5" ACOUSTICAL BATT
5/8" GWB
SEE DETAIL 2/A1-0-0

G6.1

*GWB UNLESS NOTED OTHERWISE, STUD SPACING 16" O.C. MAX U.N.O.

*GWB UNLESS NOTED OTHERWISE, STUD SPACING 16" O.C. MAX U.N.O.

UL DESIGN U415
2-HOUR RATED
1" GYPSUM LINER PANEL
6" C-H TYPE STUD 25 GA
5 1/2" ACOUSTICAL BATT
2 LAYERS OF 5/8" GWB
SEE DETAIL 7/A1-0-0

S6.2

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
3 5/8" METAL STUDS
SEE DETAIL 9/A1-0-0

F4.0

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
5/8" GWB ON
6" METAL STUDS
SEE DETAIL 9/A1-0-0

F6.0

UL DESIGN U412
NON-BEARING PARTITION
2-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 3/A1-0-0

G6.2

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS
STAGGERED IN 8" METAL TRACK
5" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 10/A1-0-0

G6.0C

UL DESIGN U407
NON-BEARING PARTITION
1-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
6" METAL STUDS WITH
5" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 4/A1-0-0

G6.1B

UL DESIGN U905 (REF. 2-HOURS)
NON-BEARING PARTITION OR
BEARING PARTITION
1-HOUR RATED
7 5/8" CMU, RATED D-2
SEE DETAIL 6/A1-0-4

8.1

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
11 5/8" UNRATED CMU
SEE DETAIL 5/A1-0-4

12.0
UL DESIGN U905 (REF. 2-HOURS)
NON-BEARING PARTITION OR
BEARING PARTITION
1-HOUR RATED
11 5/8" CMU, RATED D-2
SEE DETAIL 6/A1-0-4

12.1

UL DESIGN NA
NON-BEARING PARTITION
0-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
3 5/8" METAL STUDS WITH
5" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 4/A1-0-0

G4.0B

UL DESIGN U412
NON-BEARING PARTITION
2-HOUR RATED
(2) LAYERS OF 5/8" GWB ON
3 5/8" METAL STUDS WITH
3 1/2" ACOUSTICAL BATT
(2) LAYERS OF 5/8" GWB
SEE DETAIL 3/A1-0-0

G4.2

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

ACOUSTICAL BATT

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH SEALANT

ACOUSTICAL 
SEALANT, TYP 
BOTH SIDES

FIXED HEAD

DEFLECTION 
HEAD GWB ON METAL 

FRAMING

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
FIRE STOP ASSEMBLY

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
FIRE STOP ASSEMBLY

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH FIRE 
SEALANT

ACOUSTICAL 
SEALANT, TYP 
BOTH SIDES

FIXED HEAD

DEFLECTION 
HEAD

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
FIRE STOP ASSEMBLY

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
FIRE STOP ASSEMBLY

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH FIRE 
SEALANT

ACOUSTICAL 
SEALANT, TYP 
BOTH SIDES

FIXED HEAD

DEFLECTION 
HEAD

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH 
ACOUSTICAL SEALANT

ACOUSTICAL 
SEALANT, TYP 
BOTH SIDES

LINE OF ADDITIONAL 
LAYER OF GWB 
WHERE APPLICABLE -
SEE PARTITION TYPES

FIXED HEAD

DEFLECTION 
HEAD

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

ACOUSTICAL BATT

CMU

BASE WITH SEALANT

FIXED HEAD

DEFLECTION 
HEAD

RESTRAINING ANGLES -
SEE STRUCTURAL DWGS. 
FOR DETAILS AND SIZES

RESTRAINING ANGLES -
SEE STRUCTURAL DWGS. 
FOR DETAILS AND SIZES

CMU

STEEL FRAMING AS 
REQUIRED - SEE 
STRUCT. DWGS.

STEEL FRAMING AS 
REQUIRED - SEE 
STRUCT. DWGS.

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
FIRE STOP ASSEMBLY

RESTRAINING ANGLES 
AND CHANNELS. SEE 
STRUCTURAL DWGS. 
FOR DETAILS AND 
SIZES.STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

MINERAL WOOL 
BATT FIRE STOP 
ASSEMBLY

RATED CMU

BASE WITH SEALANT

RATED CMU

RESTRAINING ANGLES 
AND CHANNELS. SEE 
STRUCTURAL DWGS. 
FOR DETAILS AND 
SIZES.

FIXED HEAD

DEFLECTION 
HEAD

STEEL FRAMING AS 
REQUIRED - SEE 
STRUCT. DWGS.

STEEL FRAMING AS 
REQUIRED - SEE 
STRUCT. DWGS.

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

MINERAL WOOL BATT 
WITH CLOSURE

GWB LINER PANEL

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

GYP. LINER PANEL

ACOUSTICAL BATT

BASE WITH RATED 
SEALANT

MINERAL WOOL BATT

SHAFT

STEEL BEAM SEE 
STRUCT. DWGS.

BASE WITH RATED 
SEALANT

FIXED HEAD

DEFLECTION 
HEAD

GWB ON METAL 
FRAMING

GWB ON METAL 
FRAMING

LINE OF ADDITIONAL 
LAYER OF GWB 
WHERE APPLICABLE -
SEE PARTITION TYPES

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

MINERAL WOOL BATT

STEEL BRACING

GWB ON METAL FRAMING

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

MINERAL WOOL BATT

ACOUSTICAL BATT

BASE WITH SEALANT

STEEL BRACING

GWB ON METAL FRAMING

GWB ON METAL FRAMING

FIXED HEAD

DEFLECTION 
HEAD

GWB ON METAL 
FRAMING

FIRE SEALANT AT 
RATED PARTITIONS

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

ACOUSTICAL BATT

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH SEALANT

ACOUSTICAL 
SEALANT, TYP 
BOTH SIDES

FIXED HEAD

DEFLECTION 
HEAD GWB ON METAL 

FRAMING

PLAN VIEW

STAGGER 
STUDS @ 8" O.C.

STEEL DECK WITH 
ROOFING SYSTEM  
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

STEEL DECK WITH 
CONCRETE TOPPING 
SEE STRUCT. DWGS.

ACOUSTICAL BATT

GWB ON METAL 
FRAMING

ACOUSTICAL BATT

BASE WITH SEALANT

ACOUSTICAL 
SEALANT

FIXED HEAD

DEFLECTION 
HEAD

LINE OF ADDITIONAL 
LAYER OF GWB 
WHERE APPLICABLE -
SEE PARTITION TYPES

PARTITION TYPE ABBREVIATIONS

ARGB ABUSE RESISTANT GYPSUM BOARD
GBB GLAZED BLOCK BASE
CMU CONCRETE MASONRY UNIT
CT CERAMIC TILE
FRP FIBERGLASS REINFORCED PANELS
GWB GYPSUM WALL BOARD
GYP GYPSUM
LGMF LIGHT GAUGE METAL FRAMING
NA NOT APPLICABLE
UL UNDERWRITERS LABORATORIES 
WD HARDWOOD

A B
C

D
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1 1/2" = 1'-0"

GWB - 0-HOUR
1

1 1/2" = 1'-0"

GWB - 1-HOUR
2

1 1/2" = 1'-0"

GWB - 2-HOUR
3

1 1/2" = 1'-0"

GWB - 0-HOUR
4

1 1/2" = 1'-0"

CMU - 0 HR
5

1 1/2" = 1'-0"

CMU - 1,2&3 HR
6

1 1/2" = 1'-0"

SHAFTWALL - 1,2&3 HR
7

1 1/2" = 1'-0"

GWB - 0,1 & 2-HOUR
8

1 1/2" = 1'-0"

GWB - 0-HOUR
9

1 1/2" = 1'-0"

GWB - 0-HOUR
10
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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UPPERCLASSMEN TRAINING BOOTHS @ 
PLUMBING & PIPEFITTING:

FOURTEEN (14) BOOTHS, EACH TO BE 4'-0" 
WIDE BY 4'-6" DEEP BY 8"-0" TALL

SIDE WALLS OF THE BOOTH ARE 
CONSTRUCTED OF 1 5/8" METAL SLOTTED 
CHANNELS (BACK TO BACK) @ 16" O.C.

BACK WALL IS 3/4" FIRE TREATED PLYWOOD 
OVER 2x4 FIRE TREATED WOOD STUDS @ 16" 
O.C.

CEILING OF BOOTH IS 1 5/8" METAL SLOTTED 
CHANNELS @ 16" O.C.

STUDENT 
MEZZANINE 
ABOVE 
(SHOWN 
DASHED)

STUDENT TRAINER WALL @ PLUMBING & 
PIPEFITTING:

ON OTHER SIDE OF UNDERCLASSMEN 
TRAINING BOOTHS, PROVIDE 3/4" FIRE 
TREATED SHEATHING.  SHEATHING TO BE 
DIVIDED INTO (2) SHEETS.  LOWER 
SHEATHING FROM FLOOR TO 2'-0" & UPPER 
SHEATHING FROM 2'-0" TO 8'-0" ABOVE 
FLOOR.  UPPER SHEATHING TO BE FURRED 
W/ VERTICALLY INSTALLED 1 5/8" METAL 
SLOTTED CHANNELS @ 16" O.C.

20.10 20.10
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FURRED STUDENT TRAINING WALL AT 
PLUMBING AND PIPEFITTING:

3/4" FIRE TREATED PLYWOOD OVER 2x4 FIRE 
TREATED WOOD STUDS @ 16" O.C.  FROM 
FINISHED FLOOR TO 8'-0"

A2-2-15

2

1

A2-2-14

3

4

5

6

A4-1-2

5

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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22.6

UPPERCLASSMEN TRAINING BOOTHS @ 
PLUMBING & PIPEFITTING:

SEVEN (7) BOOTHS, EACH TO BE 8'-0" WIDE 
BY 8'-0" DEEP BY 8"-0" TALL

SIDE WALLS OF THE BOOTH ARE 
CONSTRUCTED OF 2x4 FIRE TREATED WOOD 
STUDS @ 16" O.C.

BACK WALL IS VERTICALLY INSTALLED 1 5/8" 
METAL SLOTTED CHANNELS @ 16" O.C. OVER 
3/4" FIRE TREATED PLYWOOD OVER 2x4 FIRE 
TREATED WOOD STUDS @ 16" O.C.

UPPERCLASSMEN TRAINING BOOTHS @ 
PLUMBING & PIPEFITTING:

FOURTEEN (14) BOOTHS, EACH TO BE 4'-0" 
WIDE BY 4'-6" DEEP BY 8"-0" TALL

SIDE WALLS OF THE BOOTH ARE 
CONSTRUCTED OF 1 5/8" METAL SLOTTED 
CHANNELS (BACK TO BACK) @ 16" O.C.

BACK WALL IS 3/4" FIRE TREATED PLYWOOD 
OVER 2x4 FIRE TREATED WOOD STUDS @ 16" 
O.C.

CEILING OF BOOTH IS 1 5/8" METAL SLOTTED 
CHANNELS @ 16" O.C.

STUDENT 
MEZZANINE 
ABOVE 
(SHOWN 
DASHED)

STUDENT TRAINER WALL @ PLUMBING & 
PIPEFITTING:

ON OTHER SIDE OF UNDERCLASSMEN 
TRAINING BOOTHS, PROVIDE 3/4" FIRE 
TREATED SHEATHING.  SHEATHING TO BE 
DIVIDED INTO (2) SHEETS.  LOWER 
SHEATHING FROM FLOOR TO 2'-0" & UPPER 
SHEATHING FROM 2'-0" TO 8'-0" ABOVE 
FLOOR.  UPPER SHEATHING TO BE FURRED 
W/ VERTICALLY INSTALLED 1 5/8" METAL 
SLOTTED CHANNELS @ 16" O.C.

STUDENT TRAINER WALL @ HVAC 
TECHNOLOGY:

WALL CONSTRUCTED OF 2x4 STUDS @ 16" 
O.C. W/ 3/4" FIRE TREATED SHEATHING BOTH 
SIDES.  SHEATHING TO BE DIVIDED INTO (2) 
SHEETS.  LOWER SHEATHING FROM FLOOR 
TO 2'-0" & UPPER SHEATHING FROM 2'-0" TO 
8'-0" ABOVE FLOOR.  UPPER SHEATHING TO 
BE FURRED W/ VERTICALLY INSTALLED 1 5/8" 
METAL SLOTTED CHANNELS @ 16" O.C.

1 5/8" METAL SLOTTED 
CHANNELS BRIDGING 
ABOVE (SHOWN DASHED)

STUDENT WORKBOOTHS @ HVAC 
TECHNOLOGY:

(48) BOOTHS, EACH TO BE 4'-0" WIDE BY 2'-0" 
DEEP BY 8"-0" TALL

EACH WORKBOOTH IS CONSTRUCTED OUT 
OF 2x4 FIRE TREATED STUDS THAT ARE 
SHEATED ON ALL EXPOSED TO VIEW SIDES 
W/ 3/4" FIRE TREATED SHEATHING.  BOOTHS 
HAVE TWO SIDE WALLS, A BACK WALL, A 
CEILING/ROOF AND A 3/4" PLYWOOD 
WORKBENCH 

STUDENT WORKBOOTHS @ HVAC 
TECHNOLOGY:

(48) BOOTHS, EACH TO BE 4'-0" WIDE BY 2'-0" 
DEEP BY 8"-0" TALL

EACH WORKBOOTH IS CONSTRUCTED OUT 
OF 2x4 FIRE TREATED STUDS THAT ARE 
SHEATED ON ALL EXPOSED TO VIEW SIDES 
W/ 3/4" FIRE TREATED SHEATHING.  BOOTHS 
HAVE TWO SIDE WALLS, A BACK WALL, A 
CEILING/ROOF AND A 3/4" PLYWOOD 
WORKBENCH 

FURRED STUDENT TRAINING WALL 
@ ELECTRICAL TECHNOLOGY:

3/4" FIRE TREATED PLYWOOD OVER 
2x4 WOOD STUDS @ 16" O.C. FROM 
FINISHED FLOOR TO 8'-0"

FURRED STUDENT TRAINING WALL 
@ ELECTRICAL TECHNOLOGY:

3/4" FIRE TREATED PLYWOOD OVER 
2x4 WOOD STUDS @ 16" O.C. FROM 
FINISHED FLOOR TO 8'-0"

FRESHMAN TRAINING WALL:

24 STUDENT WORK AREAS.  EACH 
WORK AREA TO BE 8'-0" TALL BY 4'-0" 
WIDE, CONSTRUCTED OF 3/4" FIRE 
TREATED PLYWOOD OVER 2x4 FIRE 
TREATED STUDS @ 16" O.C.  
PLYWOOD AT EACH WORK AREA TO 
BE 4'-0" WIDE BY 6'-0" TALL SHEET, 
MOUNTED 24" AFF.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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STUDENT MEZZANINE

STUDENT WIRING 
BOOTHS: 8'-0" TALL 
BOOTHS WITH (1) 
LAYERS OF 3/4" FRT 
PLYWOOD SHEATHING 
(BOTH SIDES OF WALL) 
OVER FRT 2x4 WOOD 
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UPPERCLASSMEN TRAINING BOOTHS @ 
PLUMBING & PIPEFITTING:

SEVEN (7) BOOTHS, EACH TO BE 8'-0" WIDE 
BY 8'-0" DEEP BY 8"-0" TALL

SIDE WALLS OF THE BOOTH ARE 
CONSTRUCTED OF 2x4 FIRE TREATED WOOD 
STUDS @ 16" O.C.

BACK WALL IS VERTICALLY INSTALLED 1 5/8" 
METAL SLOTTED CHANNELS @ 16" O.C. OVER 
3/4" FIRE TREATED PLYWOOD OVER 2x4 FIRE 
TREATED WOOD STUDS @ 16" O.C.

WIRE MESH 
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8'-0" HIGH
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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COURTYARD 
LAYOUT - SEE 
LANDSCAPE 
DRAWINGS

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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SWING ACCESS 
WINDOW TO 
ROOF

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.

A B
C

D

Scale:

Job No.:

Date:

Drawn By:

N

PROJECT NORTH

C
O

P
Y

R
IG

H
T

 2
0
2
1
  
  
  
 D

R
U

M
M

E
Y

 R
O

S
A

N
E

 A
N

D
E

R
S

O
N

, 
IN

C
.

C

DRA

Drummey Rosane Anderson, Inc.

260 Charles Street 
Studio 300

Waltham, MA 
02453

Planning   Architecture   Interior Design

225 Oakland Road 
Studio 205
South Windsor, CT 
06074

www.draws.com
Tel:   617.964.1700 

KEY PLAN

MAGNETIC NORTH

1/8" = 1'-0"

A1-1-4C
20202

FOURTH FLOOR
PLAN - AREA C

MSBA DESIGN
DEVELOPMENT

SUBMISSION

August 4th, 2022

August 4th, 2022

100 Hemlock Road,
Wakefield, MA 01880

Northeast
Metropolitan

Regional
Vocational High

School

1/8" = 1'-0"

4-Fourth Floor Plan - Area C
1



Z

Z

1919

20.320.3

1616

1818

1515

1

A3-1-6

2

A3-1-6

1

A3-1-5

CR

B428

ELECT -
AMPLIFIER

B417

IDF

B418

CORRIDOR

D401

KK

KK

5

A3-2-7

24 24

A2-1-2

5

A2-1-3

1

A2-1-3

3

A2-1-3

4

A2-1-3

2

A2-1-4

1

A2-1-4

2

16.2 16.2

17 17

DD

DD

MM

MM

HH

HH

FF

FF

21.8 21.8

JJ

JJ

DD.9

DD.9

25 25

2121

2

A3-1-1

1

A3-1-3

BB

BB

A2-2-3 1

1

1

22

CORRIDOR

B421

EE

EE

4

A3-2-7

7
' 
- 

9
"

2
' 
- 

3
"

1
0
' 
- 

9
"

5
2
' 
- 

9
"

2' - 4" 21' - 0" 13' - 0" 2' - 8 3/8" 7' - 1 5/8" 12' - 10" 12' - 8" 16' - 10" 17' - 0" 25' - 0" 13' - 6"

11' - 5 1/8" 25' - 2 1/8" 9' - 6 3/4"

G6.0A

S6.2

G6.0

CC

CCAA

AA

2

A3-2-8

22.3 22.3

15.115.1

17.717.7

BB.8

BB.8

A7-1-4

5

2

A3-2-14

AA.5

AA.5

CW5

ICW13

ICW6

ICW5

ICW10

ICW11

ICW12

NN

NN

20.520.5

20.820.8

2222

1

A3-2-8

DD.5

DD.5

2-HR FIRE RATED 
GLASS & STEEL 
FRAME AT STAIR 
TOWER

GLASS IN ALUMINUM 
FRAME W/ DELUGE 
CURTAINS - SEE 
PLUMBING DWGS

GLASS IN ALUMINUM 
FRAME W/ DELUGE 
CURTAINS - SEE 
PLUMBING DWGS

A2-1-8

7

STAIR 3

S3

BB'

BB'

B417 B418

S3.6

CW6

CW11

CW25

F4.0A

F6.0

F4.0A

G6.0

45' - 4 3/8"

20' - 9 3/8" 24' - 7"

2' - 4" 21' - 0"

S6.2

S6.2

NOTE A

23 23

20 20

FF.3

FF.3

M
A
TC

H
LI

N
E
 -

A
R
E
A B

M
A
TC

H
LI

N
E -

A
R
EA

 D

M
ATC

H
LIN

E - AR
E
A C

M
ATC

H
LIN

E - AR
E
A D

22.6 22.6

KK.4

KK.4

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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MEMBRANE FLASHING 
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STAINLESS STEEL CLAMPING RING
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DRAWINGS
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SPRAY FIREPROOFING -
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STRUCTURAL DRAWINGS

COVER BOARD

ROOF MEMBRANE
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MECHANICAL DRAWINGS
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FLASHING BY 
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BARRIER
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SPRAY FIREPROOFING - TYPICAL

DRAFTING NOTE:  
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MECHANICAL

SMOKE DAMPER BY ELEVATOR 
VENT MANUFACTURER
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SEALANT - TYP.
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WOOD BLOCKING

INSULATION BY 
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ROOF MEMBRANE

COVER BOARD

MEMBRANE 
FLASHING BY 
ROOFING SUB-BID

PREFABRICATED 
METAL ROOF CURB 
BY HVAC SUB-BID

CONTINUOUS CAP 
FLASHING BY HVAC SUB-BID

MECHANICAL 
EQUIPMENT

ROOF VAPOR 
BARRIER
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APPROVED 
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SPRAY FIREPROOFING -
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STEEL BEAM - SEE 
STRUCTURAL
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ROOF INSULATION 

ROOF MEMBRANE 

APPROVED FASTENERS

MEMBRANE FLASHING 
BY ROOFING SUB-BID

STAINLESS STEEL 
CLAMPING RING

SEALANT BY ROOF 
INSTALLER

STEEL TUBE COLUMN -
SEE STRUCTURAL 
DRAWINGS

METAL DECK - SEE 
STRUCTURAL DRAWINGS

STEEL BEAM - SEE 
STRUCTURAL DRAWINGS

SPRAY FIREPROOFING -
TYPICAL
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APPROVED 
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MEMBRANE FLASHING 
BY ROOFING SUB-BID

COVER BOARD

METAL DECK - SEE 
STRUCTURAL 
DRAWINGS

METAL SUMP RECEIVER

UNDER DECK CLAMPING RING

ROOF LEADER BY PLUMBING SUB-BID

SPRAY FOAM INSULATION

SPRAY FIREPROOFING

METAL DECK AND STEEL BEAM -
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SECTIONS

VAPOR BARRIER BY 
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OVER 1/2" COVER BOARD ON 1 
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SINGLE PLY MEMBRANE 
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BOARD ON TAPERED ROOF 
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VAPOR BARRIER BY 
ROOFING FILED SUB-BID
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TYPICAL

1'
-0

" 
M

IN
IM

U
M

WOOD BLOCKING

STEEL ANGLE - SEE 
STRUCTURAL 
DRAWINGS

COVER BOARD

ROOF MEMBRANE

MEMBRANE FLASHING 
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PREFABRICATED ROOF 
CURB BY HVAC SUB-BID
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WITH SELF FLASHING BASE
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LAP VAPOR BARRIER AND SEAL

METAL DECK - SEE 
STRUCTURAL DRAWINGS

SPRAY FIREPROOFING

PROVIDE SPRAY FOAM INSULATION 
IN DECK FLUTES TO CREATE FLAT 
SURFACE FOR SPLICE

SEE ROOF PLAN AND 
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ROOF SYSTEM TYPES
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APPROVED FASTENERS

METAL DECK - SEE 
STRUCTURAL DRAWINGS

STAINLESS STEEL RAIN HOOD 
(REQ'D. AT 6" DIA. AND LARGER 
PIPE OR DUCTS)

STAINLESS STEEL CLAMPING 
RING

ROOF MEMBRANE

MEMBRANE FLASHING 
BY ROOFING SUB-BID

STAINLESS STEEL CLAMPING RING

SEALANT BY ROOF INSTALLER

PIPE OR HVAC DUCT - SEE  
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DRAWINGS

NOTE:
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ROOF INSULATION 
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MEMBRANE FLASHING 
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CLAMPING RING
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METAL DECK - SEE 
STRUCTURAL DRAWINGS

STEEL BEAM - SEE 
STRUCTURAL DRAWINGS

SPRAY FIREPROOFING -
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STEEL PLATE - SEE STRUCTURAL
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FILL INSTALLATION
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SEE STRUCTURAL

STEEL ANGLES - SEE 
STRUCTURAL
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METAL DECK - SEE 
STRUCTURAL DRAWINGS

STAINLESS STEEL RAIN HOOD 
(REQ'D. AT 6" DIA. AND LARGER 
PIPE OR DUCTS)

STAINLESS STEEL 
CLAMPING RING

ROOF MEMBRANE

MEMBRANE FLASHING 
BY ROOFING SUB-BID

STAINLESS STEEL CLAMPING RING

SEALANT BY ROOF INSTALLER
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DOORS

DOOR
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FIRE
RTNG.

SADDLE

HARD
WARE REMARKS

TO FROM

WIDTH WIDTH

SIZE

TYPE MAT. LOUVER TYPE MAT. JAMB DTL. HEAD DTL. DETAIL MAT.NO. NAME NO. NAME THICK.

A141A A146 CORRIDOR A141A VEST 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

A141B A141A VEST A141B LOCKER 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

A141C.
1

A141C RELATED CR A141 CARPENTRY 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL -

A141C.
2

A141C RELATED CR A146 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

A141D A141C RELATED CR A141D CL 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

A141E A141 CARPENTRY A141E STOR 3' - 6" 3' - 6" 7' - 0" 1 3/4" F MTL 1 MTL -

A141G A141 CARPENTRY A141G TOOL CRIB 3' - 6" 3' - 6" 7' - 2" 1 3/4" WM ALUM ALUM -

A141H A141H TLT A141 CARPENTRY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A144 A146 CORRIDOR A144 ELECT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A145 A146 CORRIDOR A145 FIRE ALARM 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A147 A147 TRASH A146 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A148.1 A146 CORRIDOR A148 CULINARY ARTS 3' - 0" 3' - 0" 7' - 0" 1 3/4" FW1 MTL 1 MTL -

A148.2 A148 CULINARY ARTS 3' - 0 1/4" 3' - 0 1/4" 8' - 0 1/4" 1 3/4" AL2 ALUM ALUM -

A148.3 A148 CULINARY ARTS B113 RESTAURANT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A148B A148A LOCKER A148B TLT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A148D A148D THEORY CR A148 CULINARY ARTS 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

A148H A148 CULINARY ARTS A148H DRY STOR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A148J A148 CULINARY ARTS A148J CUST 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B101.1 B101 PLUMBING & PIPEFITTING 12' - 0" 11' - 4" 1 3/4" OH2 ALUM - MTL

B101.2 B101 PLUMBING & PIPEFITTING 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

B101.3 A141 CARPENTRY B101 PLUMBING & PIPEFITTING 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

B101A B101A VEST B111 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B101B B101B LOCKER B101A VEST 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B101C B101B LOCKER B101C TLT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B101D B101D STOR B101E RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B101E.
1

B101 PLUMBING & PIPEFITTING B101E RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

B101E.
2

B111 CORRIDOR B101E RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B101G B101 PLUMBING & PIPEFITTING B101G TOOL CRIB 3' - 8" 3' - 8" 7' - 0" 1 3/4" WM ALUM ALUM -

B101H B101 PLUMBING & PIPEFITTING B101H TOOL CRIB 3' - 7" 3' - 7" 7' - 0" 1 3/4" WM ALUM ALUM -

B102 B111 CORRIDOR B102 PLUMB - COMP AIR 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

B103.1 B103 HVAC TECHNOLOGY 12' - 0" 11' - 4" 1 3/4" OH2 ALUM - MTL

B103.2 B103 HVAC TECHNOLOGY 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

B103.3 B103 HVAC TECHNOLOGY B101 PLUMBING & PIPEFITTING 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

B103A B103A VEST B111 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B103B B103B LOCKER B103A VEST 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B103C B103C TLT B103B LOCKER 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B103D B103D STOR B103E RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B103E.
1

B103E RELATED CR B103 HVAC TECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

B103E.
2

B103E RELATED CR B111 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B103F B103F TOOL CRIB B103 HVAC TECHNOLOGY 3' - 6" 3' - 6" 7' - 0" 1 3/4" WM ALUM ALUM -

B103G B103G TOOL CRIB B103 HVAC TECHNOLOGY 3' - 6" 3' - 6" 7' - 0" 1 3/4" WM ALUM ALUM -

B103H B103H TOOL CRIB B103 HVAC TECHNOLOGY 3' - 6" 3' - 6" 7' - 0" 1 3/4" WM ALUM ALUM -

B104.1 B104 ELECTRICAL TECHNOLOGY 12' - 0" 11' - 4" 1 3/4" OH2 ALUM - MTL

B104.2 B104 ELECTRICAL TECHNOLOGY 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

B104.3 B104 ELECTRICAL TECHNOLOGY B103 HVAC TECHNOLOGY 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B104A B111 CORRIDOR B104A VEST 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B104B B104A VEST B104B LOCKER 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

B104C B104C TOOL CRIB B104B LOCKER 3' - 7 1/4" 3' - 7 1/4" 7' - 2" 1 3/4" WM ALUM ALUM -

B104D B104D TOOL CRIB B104B LOCKER 3' - 6" 3' - 6" 7' - 2" 1 3/4" WM ALUM ALUM -

B104E B104E TLT B104 ELECTRICAL TECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B104F B104F STOR B104G RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B104G.
1

B104 ELECTRICAL TECHNOLOGY B104G RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

B104G.
2

B104G RELATED CR B111 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL -

B105 B105 FIRE PUMP ROOM 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B106 B106 PLUMB - WATER SERVICE 3' - 0" 8' - 0" 1 3/4" F MTL 1 MTL -

B107 B107 PLUMB - WATER HEATER B103 HVAC TECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B108 B111 CORRIDOR B108 ELECT - VOC 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

B109 B111 CORRIDOR B109 ELECT 3' - 10" 3' - 10" 7' - 0" 1 3/4" F MTL 1 MTL -

B110 B111 CORRIDOR B110 FIRE ALARM 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

B111 B112 CORRIDOR B111 CORRIDOR 12' - 3" 9' - 4" 1' - 2"

B113.1 B111 CORRIDOR B113 RESTAURANT 3' - 0" 7' - 0" 1 3/4" AL2 WD ALUM -

B113.2 B114 CORRIDOR B113 RESTAURANT 3' - 5 7/8" 7' - 0" 1 3/4" AL2 ALUM ALUM -

B113.3 B113 RESTAURANT 3' - 0 1/4" 3' - 0 1/4" 8' - 0 1/4" 1 3/4" AL2 ALUM ALUM -

B113.4 B113 RESTAURANT A148 CULINARY ARTS 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

B114.1 B114 CORRIDOR 3' - 2 7/8" 3' - 2 7/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

B114.2 B114 CORRIDOR B111 CORRIDOR 3' - 2 3/4" 3' - 2 3/4" 6' - 10 3/4" 1 3/4" AL2 ALUM ALUM -

B115.1 B115 SCHOOL STORE B111 CORRIDOR 3' - 0" 6' - 11" 1 3/4" AL2 ALUM ALUM -

B115.2 B114 CORRIDOR B115 SCHOOL STORE 3' - 0" 7' - 0" 1 3/4" AL2 ALUM - ALUM -

B115A B115A STOR B115 SCHOOL STORE 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B116 B116 TLT B114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B117 B114 CORRIDOR B117 TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B118 B118 BANK B114 CORRIDOR 3' - 0" 6' - 11" 1 3/4" AL2 ALUM - ALUM -

B119 B111 CORRIDOR B119 OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B119A B119 OFF B119A CLOSET 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B120 B120 COSMETOLOGY B114 CORRIDOR 3' - 5 7/8" 7' - 0" 1 3/4" AL2 ALUM ALUM -

B120B B120 COSMETOLOGY B120B DISP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B120C B120 COSMETOLOGY B120C FACIAL 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B120D B120 COSMETOLOGY B120D CL 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B121.1 B111 CORRIDOR B121 COSMETOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B121.2 B120 COSMETOLOGY B121 COSMETOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 3 MTL -

B121B B121B TLT B121 COSMETOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B121D B121D STOR B121 COSMETOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B121E.
1

B112 CORRIDOR B121E THEORY CR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B121E.
2

B121 COSMETOLOGY B121E THEORY CR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B121F B121F WIG STOR B121E THEORY CR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C101 C105 CORRIDOR C101 CUST 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C102 C105 CORRIDOR C102 CUST STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C103 C105 CORRIDOR C103 IDF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C104.1 C104 CORRIDOR 3' - 6" 3' - 6" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

C104.2 C104 CORRIDOR 3' - 6" 3' - 6" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

C105.1 C104 CORRIDOR C105 CORRIDOR 3' - 6 1/8" 3' - 6 1/8" 6' - 11" 1 3/4" AL2 ALUM ALUM -

C105.2 C104 CORRIDOR C105 CORRIDOR 3' - 6 1/8" 3' - 6 1/8" 6' - 11" 1 3/4" AL2 ALUM ALUM -

C105.3 C105 CORRIDOR D101 VEST 3' - 6 1/8" 3' - 6 1/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

C105.4 C105 CORRIDOR D101 VEST 3' - 6 1/8" 3' - 6 1/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

C106.1 C106 EARLY CHILDHOOD EDUCATION C106A CUBBIES 3' - 0" 4' - 0" 1 3/4" F WD 1 MTL -

C106.2 C106 EARLY CHILDHOOD EDUCATION 3' - 6" 6' - 11" 1 3/4" AL2 ALUM ALUM -

C106A C111 CORRIDOR C106A CUBBIES 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C106C C106C STOR C106B LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C106D C106D TLT C106B LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C106E C106 EARLY CHILDHOOD EDUCATION C106E TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C106F C106F RELATED CR C106B LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

C106G C106G OPEN OFF C106 EARLY CHILDHOOD EDUCATION 3' - 0" 4' - 0" 1 3/4" F WD 1 MTL -

C106H C106 EARLY CHILDHOOD EDUCATION C106H CREATIVE PLAY 3' - 0" 4' - 0" 1 3/4" F WD 1 MTL -

C106J.
1

C106F RELATED CR C106J KITCHEN 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

C106J.
2

C106J KITCHEN C106H CREATIVE PLAY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C106K C106J KITCHEN C106K STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C107 C107 DRESSING C111 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C108 C107 DRESSING C108 TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C109 C110 DRESSING C109 TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C110.1 C111 CORRIDOR C110 DRESSING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C110.2 C110 DRESSING 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C115 C105 CORRIDOR C115 CORRIDOR 3' - 10" 3' - 10" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

C117.1 C117A VEST C117 AUDITORIUM 3' - 0" 3' - 0" 8' - 0" 1 3/4" F WD 1 MTL -

C117.2 C117 AUDITORIUM C117B VEST 3' - 0" 3' - 0" 8' - 0" 1 3/4" F WD 1 MTL -

C117.3 C111 CORRIDOR C117 AUDITORIUM 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C117.4 C111 CORRIDOR C117 AUDITORIUM 3' - 0" 3' - 0" 7' - 2" 1 3/4" F WD 1 MTL -

C117.5 C120 CORRIDOR C117 AUDITORIUM 3' - 0" 3' - 0" 7' - 2" 1 3/4" F WD 1 MTL -

C117A C105 CORRIDOR C117A VEST 3' - 0" 3' - 0" 8' - 0" 1 3/4" F WD 1 MTL -

C117B C117B VEST C105 CORRIDOR 3' - 0" 3' - 0" 8' - 0" 1 3/4" F WD 1 MTL -

C118.1 C111 CORRIDOR C118 STAGE 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C118.2 C120 CORRIDOR T STORAGE 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C119 C119 AUD ELECT C120 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D101.1 D101 VEST 3' - 5 1/2" 3' - 5 1/2" 1 3/4" AL2 ALUM ALUM -

D101.2 D101 VEST 3' - 5 1/2" 3' - 5 1/2" 1 3/4" AL2 ALUM ALUM -

D102 D102 NURSE WAIT C120 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

D103 D103 NURSE OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D104 D104 NURSE OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D109 D107 NURSE TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D110 D110 EXAM D105 RESTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D111 D114 CORRIDOR D111 HEALTH CR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

D112 D112 CUST D114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D113 D114 CORRIDOR D113 FITNESS 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 6 MTL -

D113A D113 FITNESS D113A FITNESS 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D113B D113 FITNESS D113B FITNESS 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D114 C120 CORRIDOR D114 CORRIDOR 3' - 0" 3' - 0" 7' - 2" 1 3/4" F WD 1 MTL -

D115.1 C120 CORRIDOR D115 GIRLS LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115.2 D115 GIRLS LOCKER D114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115C D115 GIRLS LOCKER D115C COACH OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115D D114 CORRIDOR D115D OFFICIALS 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115E.
1

D115C COACH OFF D115E TLT / SHOWER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115E.
2

D115G PE INSTR. OFF D115E TLT / SHOWER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115F D115F IDF D114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115G D115 GIRLS LOCKER D115G PE INSTR. OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D115H D115 GIRLS LOCKER D115H STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116.1 D114 CORRIDOR D116 LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116.2 D114 CORRIDOR D116 LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116C D116C COACH OFF D116 LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116D D116D ELECT - LIFE SAFETY D114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116E.
1

D116E TLT / SHOWER D116G PE INSTR. OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116E.
2

D116E TLT / SHOWER D116C COACH OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116F D114 CORRIDOR D116F ELECT RM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116G D116G PE INSTR. OFF D116 LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D116H D116H STOR D116 LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D117 D114 CORRIDOR D117 ATH. DIR. OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

D117A D117A TLT D117 ATH. DIR. OFF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D118 D118 TRAINER D114 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

E1.1 E1 ELEV #1 A146 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

E2.2 C105 CORRIDOR E2 ELEV #2 3' - 0" 7' - 6 1/8" 1 1/8"

E117 3' - 0" 7' - 10" 1 3/4" WM ALUM - ALUM -

S1.1 30' - 10" 16' - 0" 1' - 2"

S1.2 S1 STAIR 1 4' - 0" 4' - 0" 1 3/4" AL2 ALUM ALUM -

S2.1 S2 STAIR 2 A114 CAFETERIA 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S2.2 S2 STAIR 2 3' - 6 1/8" 3' - 6 1/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

S3.2 C105 CORRIDOR S3 STAIR 3 3' - 10" 3' - 10" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S3.3 S3 STAIR 3 3' - 6" 3' - 6" 1 3/4" AL2 ALUM ALUM -

S4.1 S4 STAIR 4 C105 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S4.2 S4 STAIR 4 3' - 2 7/8" 3' - 2 7/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

S5.1 S5 STAIR 5 D114 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

S5.2 S5 STAIR 5 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL -

S6.3 S6 STAIR 6 C120 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

S7.3 C111 CORRIDOR S7 STAIR 7 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

T.O. FIRST FLOOR MEZZANINE

B104M 3' - 4" 7' - 7" 1 3/4" WM - ALUM -
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A119.1
0

C017 CORRIDOR C016 CUST 3' - 0" 3' - 0" 7' - 2" 1 3/4" F 1 MTL -

C001.1 C002 BOILER C001 ELECT - MAIN ELECT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C001.2 C002 BOILER C001 ELECT - MAIN ELECT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C002.1 C002 BOILER C017 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

C002.2 C002 BOILER 3' - 10" 3' - 10" 7' - 0" 1 3/4" F MTL 1 MTL -

C003 C003 ARGON STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C004.1 C004 METAL FABRICATION C010 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL 1 1/2
HR

-

C004.2 C004 METAL FABRICATION 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

C004.3 C004 METAL FABRICATION 14' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

C004.4 C004 METAL FABRICATION 8' - 0" 14' - 0" 3" R MTL MTL -

C004B C004 METAL FABRICATION C004B STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C004D C004 METAL FABRICATION C004D TOOL CRIB 4' - 0" 7' - 7" 1 3/4" WM ALUM - ALUM -

C004E C004D TOOL CRIB C004E STOR 3' - 0" 3' - 0" 7' - 10" 1 3/4" WM ALUM ALUM -

C004F C004F TLT C004 METAL FABRICATION 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C005 C002 BOILER C005 ELECT - MAIN STANDBY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

C006 C002 BOILER C006 ELECT - LIFE SAFETY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

C007 C002 BOILER C007 ELECT - VOC 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

C008 C011 CORRIDOR C008 PLUMB - COMP AIR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C009 C011 CORRIDOR C009 IDF 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C012 C011 CORRIDOR C012 ELEV MACH 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C013 C013 CUST OFF C017 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

C014 C017 CORRIDOR C014 RECYCLING ROOM 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C015 C017 CORRIDOR C015 GENERAL SUPPLY 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C018 C018 METAL FAB RELATED CR C010 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL - -

C019 C010 CORRIDOR C019 GENERAL SUPPLY 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL - -

C020 C020 CUST WORKSHOP C017 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL - -

C021.1 C021 WEIGHTS C017 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL - -

C021.2 C021 WEIGHTS D002 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL - -

C021.3 C021 WEIGHTS C022 AUTO COLLISION 3' - 0" 3' - 0" 7' - 2" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

C021A C021 WEIGHTS U STORAGE 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C022.1 C010 CORRIDOR C022 AUTO COLLISION 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL 1 1/2
HR

-

C022.2 C022 AUTO COLLISION D002 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL 1 1/2
HR

-

C022.3 C022 AUTO COLLISION 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

C022.4 C022 AUTO COLLISION 12' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

C022.5 C022 AUTO COLLISION 12' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

C022.6 C022 AUTO COLLISION 12' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

C022.7 C022 AUTO COLLISION 12' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

C022B C022B TOOL CRIB C022 AUTO COLLISION 3' - 0" 7' - 7" 1 3/4" WM ALUM - ALUM -

C022C C022C TLT C022 AUTO COLLISION 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

C022D.
1

C022 AUTO COLLISION C022D RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL -

C022D.
2

D002 CORRIDOR C022D RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL 1 1/2
HR

-

C022F C022F STOR C022 AUTO COLLISION 4' - 0" 7' - 7" 1 3/4" WM ALUM - ALUM -

D001 D002 CORRIDOR D001 CUST STORAGE 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

D003.1 D002 CORRIDOR D003 AUTO TECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

D003.2 D003 AUTO TECHNOLOGY 14' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

D003.3 D003 AUTO TECHNOLOGY 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

D003.4 D003 AUTO TECHNOLOGY 16' - 0" 14' - 0" 1 3/4" OH2 ALUM - MTL

D003C D003C TLT D003B LOCKER 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

D003D.
1

D003D RELATED CR D003 AUTO TECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F MTL 4A MTL -

D003D.
2

D003 AUTO TECHNOLOGY D003D RELATED CR 3' - 10" 3' - 10" 7' - 0" 1 3/4" F MTL 1 MTL -

D003D.
3

D002 CORRIDOR D003D RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 2 MTL -

D003E D003E STOR D003D RELATED CR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

D003F D003F TOOL CRIB D003 AUTO TECHNOLOGY 3' - 0" 3' - 0" 7' - 10" 1 3/4" WM ALUM - ALUM -

D003G D003G STOR D003F TOOL CRIB 3' - 0" 3' - 0" 7' - 10" 1 3/4" WM ALUM - ALUM -

D003H D003 AUTO TECHNOLOGY D003H SMALL ENGINES 3' - 6" 3' - 6" 7' - 0" 1 3/4" F MTL 1 MTL -

D003J D003H SMALL ENGINES D003J STOR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

E2.1 E2 ELEV #2 C011 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

S3.1 S3 STAIR 3 D002 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

S6.1 S6 STAIR 6 D002 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

S6.2 S6 STAIR 6 2' - 11 1/2" 2' - 11 1/2" 1 3/4" AL2 ALUM ALUM -

S7.1 S7 STAIR 7 C010 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL 1 1/2
HR

-

S7.2 S7 STAIR 7 2' - 11 1/2" 2' - 11 1/2" 1 3/4" AL2 ALUM ALUM -

T.O. SLAB @ FIRST FLOOR

A120 WAITING A140 CONF 3' - 0" 7' - 0" 1 3/4" F WD CW1 ALUM -

A101 A108 KITCHEN A101 FREEZER 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A104 A104 OFF A108 KITCHEN 3' - 0" 7' - 0" 1 3/4" F MTL 4 MTL -

A106 A106 TLT A105 STAFF LOCKER RM 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A107 A105 STAFF LOCKER RM A107 TLT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A108A A114 CAFETERIA A108A DISH WASHING 4' - 6 3/8" 3' - 9 1/8" 1/2" C MTL - MTL

A109 A110 RECEIVING A109 RECYCLING ROOM 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A110.1 A114 CAFETERIA A110 RECEIVING 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A110.2 A110 RECEIVING A108 KITCHEN 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A110.3 A110 RECEIVING 3' - 0" 3' - 0" 7' - 0" 1 3/4" FW2 MTL 1 MTL -

A111.1 A111 STAFF LUNCH RM A114 CAFETERIA 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A111.2 A111 STAFF LUNCH RM 2' - 10 3/4" 6' - 10 1/4" 2" AL2 ALUM ALUM -

A112.1 A112 SERVERY A114 CAFETERIA 7' - 6 7/8" 12' - 0" RG MTL - MTL

A112.2 A112 SERVERY A114 CAFETERIA 7' - 6 7/8" 12' - 0" RG MTL - MTL

A112.3 A112 SERVERY A114 CAFETERIA 7' - 6 7/8" 12' - 0" RG MTL - MTL

A113 A108A DISH WASHING A113 CUST 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A114.1 A114 CAFETERIA A119 LOBBY 3' - 0" 3' - 0" 7' - 2 1/4" 1 3/4" AL2 ALUM ALUM -

A114.2 A114 CAFETERIA A119 LOBBY 3' - 0" 3' - 0" 7' - 2 1/4" 1 3/4" AL2 ALUM ALUM -

A114.3 A114 CAFETERIA 2' - 10 3/4" 6' - 10 1/4" 2" AL2 ALUM ALUM -

A114.4 A114 CAFETERIA 2' - 10 3/4" 6' - 10 1/4" 2" AL2 ALUM ALUM -

A114.5 A114 CAFETERIA 2' - 10 3/4" 6' - 10 1/4" 2" AL2 ALUM ALUM -

A115 A114 CAFETERIA A115 ELECT - MAIN KITCHEN 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A116 A114 CAFETERIA A116 IDF 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A117.1 A114 CAFETERIA A117 CHAIR STORAGE 3' - 0" 3' - 0" 9' - 0" BRN

A117.2 A114 CAFETERIA A117 CHAIR STORAGE 3' - 0" 3' - 0" 9' - 0" BRN

A118.1 A118 VEST 3' - 0" 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A118.2 A118 VEST 3' - 0" 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A119.1 A118 VEST A119 LOBBY 3' - 0" 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A119.2 A118 VEST A119 LOBBY 3' - 0" 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A119.3 C105 CORRIDOR C113 TLT

A119.4 C105 CORRIDOR C112 TLT

A119.1
1

D108 NURSE TLT D105 RESTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A119.1
2

D109 EXAM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A119.1
3

D102 NURSE WAIT D106 EXAM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A120.1 A120 WAITING A119 LOBBY 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A120.2 A120 WAITING A118 VEST 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A126 A126 SRO A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A127 A127 PRINCIPAL'S SECRETARY A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A128 A128 PRIN OFF A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A129 A129 COOP COORD A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A130 A130 ADULT ED A130 ADULT ED 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A132.1 A132 RECORDS A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" W1 WD 1 MTL -

A132.2 A132 RECORDS A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" W1 WD 1 MTL -

A133 A133 TLT A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A134 A134 TLT A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A137 A137 SPED DIR A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A138 A138 SPED CONF A125 CORRIDOR 3' - 0" 7' - 0" 1 3/4" W2 ALUM 1 MTL -

A139 S1 STAIR 1 A139 MAIL 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A140.2 A140 CONF A139 MAIL 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A141.1 A141 CARPENTRY 12' - 0" 11' - 4" 1 3/4" OH2 ALUM - MTL

A141.2 A141 CARPENTRY 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -
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FLOOR LEVEL

CB101.
1

CB101 CONCESSIONS 3' - 0" 1 3/4" F SS 1 SS -

CB101.
2

CB101 CONCESSIONS 8' - 0" 3" R SS SS -

CB102 CB102 MAINTENANCE 3' - 0" 3' - 0" 7' - 0" 1 3/4" F SS 1 SS -

CB103 CB103 WOMENS TOILET 3' - 0" 1 3/4" F SS 1 SS -

CB104 CB104 MENS TOILET 3' - 0" 1 3/4" F SS 1 SS -

CB105 CB105 Water Cooler 4' - 0" 3" R SS SS -

GRAND STANDS - GROUND LEVEL

E4.1 E4 ELEV 1 1/8"

E4M E4M ELEV MACH 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

GRAND STANDS - PRESS BOOTH

E4.2 E4 ELEV 1 1/8"

G201 G201 PRESS BOOTH 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

S Building 1

LRS1 STAIR 3' - 0" 3' - 0" 1 3/4" AL2 ALUM ALUM -

LR101 VEST 3' - 0" 7' - 0" 1 3/4" AL2 ALUM ALUM -

A141.2 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

B101.2 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

B103.2 3' - 0" 6' - 10 1/4" 1 3/4" AL2 ALUM ALUM -

E3.1 E3 ELEV LR101 VEST 1 1/8"

LR102.
1

LR102 TEAM ROOM 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

LR102.
2

LR102 TEAM ROOM LR102 TEAM ROOM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR103 LR103 ELEV MACH LR102 TEAM ROOM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR104.
1

LR104 FIELD MAINT. GARAGE & STO 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

LR104.
2

LR104 FIELD MAINT. GARAGE & STO 10' - 0" 3" R MTL MTL -

LR104.
3

LR104 FIELD MAINT. GARAGE & STO 10' - 0" 3" R MTL MTL -

LR105 LR104 FIELD MAINT. GARAGE & STO LR105 TLT 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

S Building 2

E3.2 E3 ELEV LR201 VEST 1 1/8"

LR201 LR201 VEST 3' - 2" 7' - 11" 1 3/4" AL2 ALUM ALUM -

LR202 LR201 VEST LR202 Corridor 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR203 LR203 TEAM ROOM LR202 Corridor 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR204 LR204 COACH/OFFICIAL LR202 Corridor 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR205 LR205 COACH/OFFICIAL LR202 Corridor 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR206 LR202 Corridor LR206 TEAM ROOM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

LR207 LR203 TEAM ROOM E6 TLT / SHOWER

LR208 LR206 TEAM ROOM E5 TLT / SHOWER

LRS1.2 LRS1 STAIR LR202 Corridor 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

T.O. Maintenance Building Slab

M101.1 M101 MAINT. GARAGE 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

M101.2 M101 MAINT. GARAGE 12' - 0" 12' - 0" 1 3/4" OH2 ALUM - MTL

M101.3 M101 MAINT. GARAGE 12' - 0" 12' - 0" 1 3/4" OH2 ALUM - MTL

M101.4 M101 MAINT. GARAGE 12' - 0" 12' - 0" 1 3/4" OH2 ALUM - MTL

M101.5 M101 MAINT. GARAGE 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

M102 M102 TLT M101 MAINT. GARAGE 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -
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B302J.2 B302 MEDICAL ASSISTING B302J RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B302K B302K STOR B302J RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B304 B304 ADJUST CNSLR B303 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B305 B303 CORRIDOR B305 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B306 B303 CORRIDOR B306 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B307 B307 DEAN OFF B303 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B308 B303 CORRIDOR B308 SPED RESOURCE 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B309 B309 CR B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B310 B312 CORRIDOR B310 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B311 B312 CORRIDOR B311 SPED LEARNING CENTER 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B313.1 B312 CORRIDOR B313 SCI CHEM ST 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B313.2 B313 SCI CHEM ST B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B314 B314 IDF B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B315.1 B315 SCI LAB B303 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B315.2 B315 SCI LAB B303 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B316.1 B315 SCI LAB B316 SCI PREP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B316.2 B316 SCI PREP B322 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B317 B317 STOR B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B318 B318 ELECT RM B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B319 B319 ELECT - LIFE SAFETY B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B320 B320 CUST B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B321 B321 TLT B312 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B322.1 B324 CORRIDOR B322 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B322.2 B325 CORRIDOR B322 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B325 B325 CORRIDOR B324 CORRIDOR 3' - 10" 3' - 10" 7' - 0" 1 3/4" F WD 1 MTL -

B326 A321 CORRIDOR B326 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B327 B327 CR B324 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B328 B328 TEACHERS PLANNING B324 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B328A B328A TLT B328 TEACHERS PLANNING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B328B B328 TEACHERS PLANNING B328B HUDDLE 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B329 B324 CORRIDOR B329 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B330 B330 CR B324 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B331 B324 CORRIDOR B331 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B332 B332 CR B324 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B333 B324 CORRIDOR B333 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

E1.3 E1 ELEV #1 A309 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

E2.4 C301 CORRIDOR E2 ELEV #2 3' - 0" 7' - 6 1/8" 1 1/8"

S1.5 S1 STAIR 1 A309 CORRIDOR 3' - 2 7/8" 3' - 2 7/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S2.4 S2 STAIR 2 A309 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S3.5 D301 CORRIDOR S3 STAIR 3 3' - 10" 3' - 10" 7' - 0" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S4.4 S4 STAIR 4 C301 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S6.5 S6 STAIR 6 C302 MECHANICAL 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

T.O. SLAB @ FOURTH FLOOR

A119.9 A415 CORRIDOR A414 SUPT OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A401 A401 SPED SMALL GROUP A416 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A402A.
1

A402A THEORY A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A402A.
2

A402 DENTAL ASSISTING A402A THEORY 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A402C A402A THEORY A402C CL 3' - 0" 3' - 0" 7' - 0" 1 3/4" W2 WD 1 MTL -

A402E A403 CORRIDOR A402E LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

A402F A402F TLT A402 DENTAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A402H A402H STOR A402 DENTAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A402J A402J X-RAY A402 DENTAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A402K A402K UTILITY A402 DENTAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A402L B403 CORRIDOR A402L LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

A402N A402N CL A402P THEORY 3' - 0" 3' - 0" 7' - 0" 1 3/4" W2 WD 1 MTL -

A402P.
1

B403 CORRIDOR A402P THEORY 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A402P.
2

A402 DENTAL ASSISTING A402P THEORY 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A404 A404 SUPT ASSIST A416 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A404B A416 CORRIDOR A404B SUPT ASSIST 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A405 A405 TLT A404A CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A406 A404A CORRIDOR A406 CL 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A407 A411 CORRIDOR A407 ACCT REC 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A408 A411 CORRIDOR A408 TREAS OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A409 A411 CORRIDOR A409 HR OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A410 A411 CORRIDOR A410 BUS MGR OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A411 A411 CORRIDOR A415 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A412 A415 CORRIDOR A412 CONF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A413 A413 SUPT ASSIST A415 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A415 A415 CORRIDOR A416 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A417 A417 CUST A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A418 A418 IDF A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A419 A419 ELECT - LIFE SAFETY A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A421 A416 CORRIDOR A421 STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A424 A424 SPED RESOURCE A416 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A425.1 A425 SCI LAB A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A425.2 A425 SCI LAB A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A426.1 A426 SCI PREP A425 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A426.2 A427 SCI LAB A426 SCI PREP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A427.1 A428 CORRIDOR A427 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A427.2 A428 CORRIDOR A427 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A429 A429 CR A416 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A430 A416 CORRIDOR A430 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A431 A431 CR A428 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A432 A428 CORRIDOR A432 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A4220 A420 ELECT RM A403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B401 B401 PLTW / ENGINEERING B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B401A B401 PLTW / ENGINEERING B401A STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B402 B402 STOR B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B402A B402A STOR B402 ROBOTICS & AUTOMATION 3' - 6" 7' - 0" 1 3/4" F WD 1 MTL -

B402B B402B LOCKER B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

B402D B402D FABRICATION LAB B402 ROBOTICS & AUTOMATION 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B402E B402E TLT B402 ROBOTICS & AUTOMATION 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B402F B402F LOCKER B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B402G B402 ROBOTICS & AUTOMATION B402G STOR 3' - 6" 7' - 0" 1 3/4" F WD 1 MTL -

B402H.
1

B402H RELATED CR B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B402H.
2

B402 ROBOTICS & AUTOMATION B402H RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B403 B403 STOR B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B404 B404 ADJUST CNSLR B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B405 B403 CORRIDOR B405 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B406 B403 CORRIDOR B406 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B407 B407 GUID OFF B403 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B408 B403 CORRIDOR B408 DEAN OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B409 B409 CR B412 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B410 B412 CORRIDOR B410 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B411 B412 CORRIDOR B411 SPED LEARNING CENTER 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B413 B420 CORRIDOR B413 TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B414.1 B420 CORRIDOR B414 CUST 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B414.2 B414 CUST 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

B415 B420 CORRIDOR B415 ELECT - LIFE SAFETY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B416 B420 CORRIDOR B416 ELECT RM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B417 B421 CORRIDOR B417 ELECT - AMPLIFIER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B418 B418 IDF B421 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B421 B421 CORRIDOR B420 CORRIDOR 3' - 10" 3' - 10" 7' - 0" 1 3/4" F WD 1 MTL -

B422 B422 CR B420 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B423 B423 TEACHERS PLANNING B420 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B423A B423A TLT B423 TEACHERS PLANNING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B423B B423 TEACHERS PLANNING B423B HUDDLE 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B424 B420 CORRIDOR B424 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B425 B425 CR B420 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B426 B420 CORRIDOR B426 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B427 B427 CR B420 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B428 B420 CORRIDOR B428 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

E1.4 E1 ELEV #1 A416 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

E2.5 E2 ELEV #2 C401 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

S1.6 S1 STAIR 1 A416 CORRIDOR 3' - 0" 2' - 11 5/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S2.5 S2 STAIR 2 A416 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S3.6 D401 CORRIDOR S3 STAIR 3 3' - 10" 3' - 10" 7' - 0" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S4.5 S4 STAIR 4 C401 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S4.6 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -
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A201.1 A207 CORRIDOR A201 MECHANICAL 3' - 0" 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A201.2 A201 MECHANICAL 3' - 0" 7' - 0" 1 3/4" F 1 MTL -

A202 A201 MECHANICAL A202 ELECT RM 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A203 A201 MECHANICAL A203 ELECT - LIFE SAFETY 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A204 A201 MECHANICAL A204 IDF 3' - 0" 7' - 0" 1 3/4" F MTL 1 MTL -

A205 A207 CORRIDOR A205 CUST 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A206.1 A206 DESIGN & VISUAL COMM A207 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A206.2 A207 CORRIDOR A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD NA2 MTL -

A206A.
1

A206A RELATED CR A207 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 4 MTL - - - - - - -

A206A.
2

A206A RELATED CR A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A206B A206 DESIGN & VISUAL COMM A206B COMPUTER LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A206C A206C TLT A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A206D A206D STOR A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A206E A206E PHOTO / STOR A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A206F A206F COMPUTER LAB A206 DESIGN & VISUAL COMM 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A207 A207 CORRIDOR 3' - 2 7/8" 3' - 2 7/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

A208 A212 CORRIDOR A208 LANGUAGE LEARNING 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A209.1 A209 SCI LAB A207 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A209.2 A209 SCI LAB A207 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A210.1 A210 SCI PREP A209 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A210.2 A211 SCI LAB A210 SCI PREP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A211.1 A223 CORRIDOR A211 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A211.2 A223 CORRIDOR A211 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A213 A214 CAREER CENTER A213 CAREER CENTER STO 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A214.1 A214 CAREER CENTER A212 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A214.2 A214 CAREER CENTER A221 MEDIA CENTER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A215 A215 TV STUDIO A218 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F 1 MTL -

A216 A216 MC WORKROOM A218 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A217 A217 MC SMALL GROUP A218 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A219 A219 MC SMALL GROUP A221 MEDIA CENTER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A220 A220 MC SMALL GROUP A221 MEDIA CENTER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A221.1 A221 MEDIA CENTER A212 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" W2 WD 1 MTL -

A221.2 A221 MEDIA CENTER 3' - 0" 3' - 0" 1 3/4" AL2 ALUM ALUM -

A221.3 A221 MEDIA CENTER 3' - 0 1/8" 3' - 0 1/8" 1 3/4" AL2 ALUM ALUM -

A222 A221 MEDIA CENTER A222 MC OFFICE 3' - 4" 7' - 0" 1 3/4" AL2 WD ALUM -

A223 A223 CORRIDOR 3' - 6" 6' - 11" 1 3/4" AL2 ALUM ALUM -

A224 A224 CR A212 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A225 A212 CORRIDOR A225 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A226 A226 CR A223 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A227 A223 CORRIDOR A227 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B118A B118A CORRIDOR B216 IN-HOUSE SUSPENSION 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B201 B204 CORRIDOR B201 DRAFTING & DESIGN 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B201A B204 CORRIDOR B201A LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

B201B B201B STOR B201 DRAFTING & DESIGN 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B201C B201C TLT B201 DRAFTING & DESIGN 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B201D B201D COMPUTER LAB B201 DRAFTING & DESIGN 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B201F.
1

B201F RELATED CR B204 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 4 MTL - - - - - - -

B201F.
2

B201 DRAFTING & DESIGN B201F RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B201G B201 DRAFTING & DESIGN B201G COMPUTER LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B202 B202 BUSINESS OFFICE TECH B204 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B202A.
1

B204 CORRIDOR B202A RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD - 4A MTL - - - - - - -

B202A.
2

B202A RELATED CR B202 BUSINESS OFFICE TECH 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B202B B202B COMPUTER LAB B202 BUSINESS OFFICE TECH 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL - - - - - - -

B202C B202 BUSINESS OFFICE TECH B202C COMPUTER LAB 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL - - - - - - -

B202E B202E STOR B202 BUSINESS OFFICE TECH 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B202F B202 BUSINESS OFFICE TECH B202F TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B203 B203 MARKETING B204 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B203A B203A STOR B203B RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B203B.
1

B205 CORRIDOR B203B RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B203B.
2

B203B RELATED CR B203 MARKETING 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B203C B203C COMPUTER LAB B203 MARKETING 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL - - - - - - -

B203D B203 MARKETING B203D COMPUTER LAB 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL - - - - - - -

B203F B203F TLT B203 MARKETING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B204 B204 CORRIDOR 3' - 2 1/4" 3' - 2 1/4" 1 3/4" AL2 ALUM ALUM -

B205 B204 CORRIDOR B205 CORRIDOR 10' - 0" 9' - 4" 1' - 2"

B206 B206 GUID OFF B204 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B207 B204 CORRIDOR B207 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B208 B204 CORRIDOR B208 GUID OFF 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B209 B209 VOC DEAN B204 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B210 B204 CORRIDOR B210 SPED RESOURCE 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B211 B211 CR B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B212 B214 CORRIDOR B212 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B213 B214 CORRIDOR B213 SPED LEARNING CENTER 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B215 B214 CORRIDOR B215 SPED SMALL GROUP 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B216 B214 CORRIDOR B216 IN-HOUSE SUSPENSION 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B218 B218 CORRIDOR B205 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B219 B219 ACAD PROG B118B DEPART HEADS 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B220 B220 MDF B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B221 B221 ELECT RM B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B222 B222 ELECT - LIFE SAFETY B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B223 B223 CUST B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B224 B224 TLT B214 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B225 B220 MDF B225 TELCOM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B226 B118H OFFICE-MAIN B226 AP1 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

B227 B227 RECORDS A148L CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B229 B229 CONF A148L CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B230 B231 CORRIDOR 3' - 6" 6' - 11" 1 3/4" AL2 ALUM ALUM -

B232 B232 CORRIDOR B231 CORRIDOR 10' - 0" 9' - 4" 1' - 2"

B233 B233 CR B231 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B234 B234 TEACHERS PLANNING B231 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B234A B234A TLT B234 TEACHERS PLANNING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B234B B234 TEACHERS PLANNING B234B HUDDLE 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B235 B231 CORRIDOR B235 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B236 B236 CR B231 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B237 B231 CORRIDOR B237 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B238 B238 CR B231 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B239 B231 CORRIDOR B239 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

C202.1 C202A VEST 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C202.2 C202B VEST 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C202A C201 CORRIDOR C202A VEST 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C202B C202B VEST C201 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C203.1 C203 AUD CONTROLS C202 UPPER AUDITORIUM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C203.2 C203 AUD CONTROLS C202 UPPER AUDITORIUM 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C203.3 C203 AUD CONTROLS 2' - 6" 3' - 0" MTL MTL METAL FLOOR HATCH

C204 C206 CORRIDOR C205 PHYS. ED. STOR. 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

C205 C206 CORRIDOR C204 PHYS. ED. STOR. 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D202.1 D202 GYMNASIUM D201 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D202.2 D202 GYMNASIUM C206 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D202.3 C206 CORRIDOR D202 GYMNASIUM 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D203 D202 GYMNASIUM D203 ELECT RM 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D204.1 D202 GYMNASIUM D204 GYM STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

D204.2 D202 GYMNASIUM D204 GYM STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

E1.2 E1 ELEV #1 A212 CORRIDOR 3' - 0" 7' - 6 1/8" 1 1/8"

E1M E1M ELEV MACH A212 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

E2.3 C201 CORRIDOR E2 ELEV #2 3' - 0" 7' - 6 1/8" 1 1/8"

S1.3 S1 STAIR 1 A212 CORRIDOR 3' - 2 7/8" 3' - 2 7/8" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM 1 1/2
HR

-

S1.4 S1 STAIR 1 A221 MEDIA CENTER 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL 1 1/2
HR

-

S2.3 S2 STAIR 2 A207 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

S3.4 D201 CORRIDOR S3 STAIR 3 3' - 10" 3' - 10" 6' - 10 7/8" 1 3/4" AL2 ALUM ALUM -

S4.3 S4 STAIR 4 C201 CORRIDOR 3' - 6" 3' - 6" 7' - 0" 1 3/4" F WD 1 MTL -

S5.3 S5 STAIR 5 D202 GYMNASIUM 3' - 0" 3' - 0" 7' - 2" 1 3/4" F WD 1 MTL -

S6.4 S6 STAIR 6 C206 CORRIDOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

T.O. SLAB @ THIRD FLOOR

A301 A309 CORRIDOR A301 SPED LEARNING CENTER 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A302 A309 CORRIDOR A302 BIO RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A303A A303 BIOTECHNOLOGY A303A PREP 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A303B A303B LOCKER A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

A303C A303 BIOTECHNOLOGY A303C STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A303E A303E TLT A303 BIOTECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A303F A304 CORRIDOR A303F LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

A303G A303G CHEM STOR A303 BIOTECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A303H.
1

A303J TISSUE CULTURE LAB A303H LAB 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

A303H.
2

A303H LAB A303 BIOTECHNOLOGY 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A303H.
3

A303 BIOTECHNOLOGY A303H LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A303J A303J TISSUE CULTURE LAB A303K VEST 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

A303K A303 BIOTECHNOLOGY A303K VEST 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

A305 A309 CORRIDOR A305 HEALTH ASSIST RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A306 A309 CORRIDOR A306 SPED SMALL GROUP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A307 A309 CORRIDOR A307 SPED SMALL GROUP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A308 A308 DIGITAL LEARNING A309 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A310 A310 CUST A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A311 A311 IDF A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A312 A312 ELECT - LIFE SAFETY A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A313 A313 ELECT RM A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A314 A309 CORRIDOR A314 STOR 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

A317 A317 SPED RESOURCE A309 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 4 MTL -

A318.1 A318 SCI LAB A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A318.2 A318 SCI LAB A304 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A319.1 A319 SCI PREP A318 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A319.2 A320 SCI LAB A319 SCI PREP 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A320.1 A321 CORRIDOR A320 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A320.2 A321 CORRIDOR A320 SCI LAB 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

A322 A322 CR A309 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A323 A309 CORRIDOR A323 CR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

A324 A324 CR A321 CORRIDOR 3' - 0" 7' - 0" 1 3/4" F WD - 2 MTL 1/A6-2-4 1/A6-2-4 - - - 29.0 -

B301.1 B303 CORRIDOR B301 HEALTH ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

B301.2 B303 CORRIDOR B301 HEALTH ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B301A B301A STOR B301 HEALTH ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B301B B301B STOR B301 HEALTH ASSISTING 3' - 0" 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B301C B301 HEALTH ASSISTING B301C STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B301E B301 HEALTH ASSISTING B301E TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B301F B301F STOR / LINEN B301 HEALTH ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B301H B301H SIM B301G MOCK APT 3' - 0" 7' - 0" 1 3/4" F WD 2 MTL -

B301J B301J OBSERV B301G MOCK APT 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

B302 B303 CORRIDOR B302 MEDICAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -

B302A B302 MEDICAL ASSISTING B302A OBSERV / STOR 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B302B B303 CORRIDOR B302B LOCKER 3' - 0" 7' - 0" 1 3/4" F WD 5 MTL -

B302C B302C STOR B302 MEDICAL ASSISTING 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B302E B302 MEDICAL ASSISTING B302E TLT 3' - 0" 7' - 0" 1 3/4" F WD 1 MTL -

B302H.
1

B302 MEDICAL ASSISTING B302H LAB 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

B302H.
2

B302H LAB B302 MEDICAL ASSISTING 3' - 0" 7' - 0" 1 3/4" FW1 WD 1 MTL -

B302J.1 B303 CORRIDOR B302J RELATED CR 3' - 0" 7' - 0" 1 3/4" F WD 4A MTL -
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     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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GENERAL NOTES – STOREFRONT / CURTAIN WALL 
TYPES

1.  INTERIOR SYSTEMS:  UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE G1.

2.  EXTERIOR SYSTEMS: UNLESS NOTED
     OTHERWISE GLAZING SHALL BE TYPE GX1 

3.  AT ALL EXTERIOR CURTAIN WALLS AND
     STOREFRONTS PROVIDE MINIMUM 2" RIGID
     INSULATION BEHIND ALL SPANDREL GLASS
     AND OTHER OPAQUE GLAZING. INSULATION
     IS NOT SHOWN IN SOME CASES FOR CLARITY.

4.  PROVIDE SAFETY GLAZING AT ALL LOCATIONS
     IDENTIFIED AS HAZARDOUS LOCATIONS PER
     THE 9TH EDITION OF THE MASSACHUSETTS
     STATE BUILDING CODE AND THE 2015 EDITION
     OF THE INTERNATIONAL BUILDING CODE.

5. PROVIDE INSECT SCREENS AT ALL OPERABLE 
    SASH LOCATIONS

6. "SG" DENOTES LOCATION OF SAFETY GLAZING

7. SEE DOOR SCHEDULE FOR DOOR TYPES
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1/4" = 1'-0"

ELEVATOR #2 PLAN - LOWER LEVEL
1

1/4" = 1'-0"

ELEVATOR #2 PLAN - FIRST FLOOR
2

1/4" = 1'-0"

ELEVATOR #2 PLAN - SECOND FLOOR
3

1/4" = 1'-0"

ELEVATOR #2 PLAN - THIRD FLOOR
4

1/4" = 1'-0"

ELEVATOR #2 PLAN - FOURTH FLOOR
5

1/4" = 1'-0"

ELEVATOR #2 SECTION
6

1/4" = 1'-0"

ELEVATOR #1 PLAN - FIRST FLOOR
7

1/4" = 1'-0"

ELEVATOR #1 PLAN -SECOND FLOOR
8

1/4" = 1'-0"

ELEVATOR #1 PLAN - THIRD FLOOR
9

1/4" = 1'-0"

ELEVATOR #1 PLAN - FOURTH FLOOR
10

1/4" = 1'-0"

ELEVATOR #1 SECTION
11

1/4" = 1'-0"

ELEVATOR PLAN - CONCESSIONS FIRST FLOOR
12

1/4" = 1'-0"

ELEVATOR PLAN - CONCESSIONS SECOND FLOOR
13

1/4" = 1'-0"

ELEVATOR PLAN - LOCKER BUILDING FIRST FLOOR
14

1/4" = 1'-0"

ELEVATOR PLAN - LOCKER BUILDING SECOND FLOOR
15



2"
 H

E
A

D

ELEVATOR 
DOOR FRAME

ELEVATOR 
DOOR FRAME 
BEYOND

SEALANT

LINTEL - SEE 
STRUCTURAL 
DRAWINGS

CMU - SEE FLOOR 
PLAN FOR WALL TYPE

METAL FASCIA

ELEVATOR 
DOOR HEAD  
TRACK 
ASSEMBLY

ELEVATOR 
DOOR

D
O

O
R

 H
E

IG
H

T

ELEVATOR DOOR

CMU - SEE FLOOR 
PLAN FOR WALL TYPE

SEALANT

2"
3
'-
6
"

D
O

O
R

 W
ID

T
H

ELEVATOR DOOR

ELEVATOR 
DOOR SILL

SILL SUPPORT 
ANGLE BY METAL 
FABRICATIONS 
AS REQUIRED BY 
ELEVATOR 
MANUFACTURER

METAL  FASCIA

CONCRETE SLAB ON 
GRADE - SEE 
STRUCTURAL DRAWINGS

ELEVATOR DOOR 
FRAME BEYOND

ELEVATOR 
DOOR

ELEVATOR 
DOOR SILL

SILL SUPPORT 
ANGLE BY METAL 
FABRICATIONS 
AS REQUIRED BY 
ELEVATOR 
MANUFACTURER

METAL  FASCIA

CMU - SEE 
FLOOR PLAN 
FOR WALL TYPE

FIRE SAFING

CONTINUOUS 
BENT STEEL 
PLATE - SEE 
STRUCTURAL 
DRAWINGS

CONCRETE SLAB 
ON METAL DECK -
SEE STRUCTURAL 
DRAWINGS

ELEVATOR 
DOOR 
FRAME 
BEYOND

CAST IN PLACE CONCRETE 
STAIR - SEE STRUCTURAL

5/4 MAPLE TREADS AND RISERS 
SCREWED AND PLUGGED

WOOD SHIM

3/4" PLYWOOD 
UNDERLAYMENT

2x WOOD 
SLEEPERS

1 1/2" RIGID 
INSULATION

1" NOSING - TYPICAL

S
E

E
 S

T
A

IR
 S

E
C

T
IO

N
S

1' - 0" TYPICAL TREAD DEPTH

CARPETED TREADS & 
RISERS; REFER TO 
FINISH PLANS

1 1/2" DIA. PAINTED STEEL 
HAND RAIL W/ STAINLESS 
STEEL ESCUTCHEON 
PLATE AT BASE

AUDITORIUM FIXED
SEATING BEYOND

EMBEDDED PIPE
IN CONCRETE STAIR

S.S. ESCUTCHEON PLATE

66°

44°

1' - 0"

6" 6" 1"

2'
 -

 1
0"

STAIR 
GUARDRAIL

TREADS AND 
RISERS - SEE

FINISHED 
CEILING - SEE 
RCP

8" CMU

3/4" HARDWOOD 
OVER 3 5/8" METAL 
STUDS @ 16" O.C.

SEALANT & 
ROD - TYP. @ 
BOTH ENDS

CMU - SEE FLOOR PLAN FOR WALL TYPE

3"

CONTINUOUS 12" STEEL CHANNEL STRINGER 
COPED AT DOOR LOCATION - SEE PLANS

RUBBER 
FLOORING

3" CONCRETE SLAB

METAL PAN LANDING

6x6 - W2.9 x W2.9 W.W.F. 
TYPICAL AT ALL LANDINGS

CONTINUOUS 3 x 3 x 1/4 STEEL 
ANGLE WELDED TO STRINGER

STEEL BEAM - SEE 
STRUCTURAL

SPRAY 
FIREPROOFING

CONCRETE SLAB ON DECK -
SEE STRUCTURAL

DOOR AND FRAME - SEE DOOR SCHEDULE

PORCELAIN PAVER 
TREADS

METAL PAN TREADS 
AND RISERS WITH 
CONCRETE FILL

15" STEEL CHANNEL 
STRINGER

1 1/4" x 1 1/4" x 1/8" STEEL 
LEDGER ANGLES 
WELDED TO STRINGERS

2"

A7-1-11

10

S
E

E
 S

T
A

IR
 S

E
C

T
IO

N
S

SEE STAIR PLANS

11" TYPICAL TREAD WIDTH

METAL RISERS, 
PERFORATED 
BETWEEN CONCRETE-
FILLED PAN AND 
PORCELAIN TREAD

PORCELAIN 
PAVERS

PRE-
MANUFACTURED 
STAIR NOSING

PERFORATED 
METAL RISER

METAL PAN 
TREADS AND 
RISERS WITH 
CONCRETE FILL

SOLID METAL 
RISER @ TREAD

PORCELAIN PAVERS

METAL PAN TREADS 
AND RISERS WITH 
CONCRETE FILL

1 1/4" x 1 1/4" x 1/8" STEEL 
LEDGER ANGLES 
WELDED TO STRINGERS

2"

A7-1-11

12

S
E

E
 S

T
A

IR
 S

E
C

T
IO

N
S

SEE STAIR PLANS

11" TYPICAL TREAD WIDTH 1"

12" PAINTED STEEL 
TUBE STRINGER

PORCELAIN 
PAVERS

PRE-
MANUFACTURED 
STAIR NOSING

PORCELAIN 
PAVERS

METAL PAN 
TREADS AND 
RISERS WITH 
CONCRETE FILL

CARPET

CARPET

CPT CONTRACTOR 
TO PROVIDE  RUBBER 
STAIR NOSING

METAL PAN TREADS 
AND RISERS

12" STEEL CHANNEL 
STRINGER

1 1/4" x 1 1/4" x 1/8" STEEL 
LEDGER ANGLES 
WELDED TO STRINGERS

2"

CAST TERRAZZO TREAD 
AND RISER WITH CAST 
IN ABRASIVE STRIP 
NON-SLIP NOSING

11"  TYPICAL TREAD WIDTH

3/4"

1"

S
E

E
 S

T
A

IR
 S

E
C

T
IO

N
S

11" TYPICAL TREAD WIDTH

3/4"

S
E

E
 S

T
A

IR
 S

E
C

T
IO

N
S

1"

1/4" SETTING BED

CAST TERRAZZO 
TREADS AND RISERS

CONCRETE PLATFORM - SEE STRUCTURAL

3" = 1'-0"

ELEVATOR DOOR HEAD DETAIL
1

3" = 1'-0"

ELEVATOR DOOR JAMB DETAIL
2

3" = 1'-0"

ELEVATOR DOOR SILL DETAIL
3

3" = 1'-0"

ELEVATOR DOOR SILL DETAIL
4

3" = 1'-0"

TYPICAL TREAD AND RISER DETAIL
5

1 1/2" = 1'-0"

AUDITORIUM RAIL @ AISLE
6

1 1/2" = 1'-0"

STAIR WELL TRIM DETAIL
7

3" = 1'-0"

TYPICAL LANDING AT WALL DETAIL
8

3" = 1'-0"

PORCELAIN TREAD - PERF. METAL RISER DETAIL
9

12" = 1'-0"

NOSING DETAIL - PORCELAIN TREADS /
PERF.  METAL RISERS

10

3" = 1'-0"

PORCELAIN TREAD AND RISER DETAIL
11

12" = 1'-0"

NOSING DETAIL - PORCELAIN TREADS & RISERS
12

12" = 1'-0"

NOSING DETAIL
13

3" = 1'-0"

TERRAZZO TREAD AND RISER DETAIL
14

3" = 1'-0"

TYPICAL TREAD AND RISER DETAIL
15
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S

11" TYPICAL TREAD WIDTH

RUBBER TREAD AND 
RISER COVER

METAL PAN TREADS 
AND RISERS WITH 2" 
CONCRETE FILL

12" STEEL CHANNEL 
STRINGER

1 1/4 x 1 1/4 x 1/8 STEEL 
LEDGER ANGLES 
WELDED TO STRINGERS

1/
4"

2'
 -

 1
0"

1' - 11"

2'
 -

 1
0"

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

STAINLESS STEEL 
HANDRAIL BRACKET @ 
4'-0" O.C. MAXIMUM -
PROVIDE SOLID WOOD 
BLOCKING AT METAL 
STUD WALLS FOR 
ATTACHMENT OF 
BRACKET (TYPICAL)

RETURN HANDRAIL 
TO WALL AND CAP

PLAN VIEW

BOTTOM OF STAIR 
RUN

1 
1/

2"
 C

LE
A

R
 T

Y
P

.

1/
4"

1 
1/

2"
 C

LE
A

R
 T

Y
P

.

2'
 -

 1
0"

2'
 -

 1
0"

1' - 0"

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

STAINLESS STEEL 
HANDRAIL BRACKET @ 
4'-0" O.C. MAXIMUM -
PROVIDE SOLID WOOD 
BLOCKING AT METAL 
STUD WALLS FOR 
ATTACHMENT OF 
BRACKET (TYPICAL)

RETURN HANDRAIL 
TO WALL AND CAPPLAN VIEW

TOP OF STAIR RUN

1/4" STEEL CLOSURE PLATES

3 x 3 x 1/4 x 3" LONG STEEL CLIP 
ANGLE EXPANSION BOLTED TO SLAB

12" STEEL CHANNEL STRINGER

TREAD/RISER - SEE DETAIL

2" SQUARE STEEL TUBE BOTTOM RAIL

1 1/2" x 1 1/2" x 1'-6" STEEL BAR 
STIFFENER INSIDE TUBE STANDARD -
WELD TO STRINGER, TYPICAL

2" SQUARE STEEL TUBE STANDARD

HANDRAIL BRACKET - SEE DETAIL

10 GAUGE WELDED WIRE FABRIC 
PANEL IN CHANNEL FRAME

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

ALL JOINTS WELDED 
AND GROUND SMOOTH

2" SQUARE STEEL TUBE TOP AND MID RAIL

2'
 -

 1
0"

10 1/8"

3 3/4"
2"

3 3/4"

2'
 -

 1
0"

8"

2

A7-1-12

16

A7-1-12

2'
 -

 1
0"

8"

2"

3 3/4"

3 3/4"

2'
 -

 1
0"

8"

1' - 8"

CONCRETE SLAB ON 
METAL DECK - SEE 
STRUCTURAL DRAWINGS

STEEL BEAM -
SEE STRUCTURAL 
DRAWINGS

12" STEEL CHANNEL STRINGER

TREAD/RISER - SEE DETAIL

2" SQUARE STEEL TUBE BOTTOM RAIL

1 1/2" x 1 1/2" x 1'-6" STEEL BAR 
STIFFENER INSIDE TUBE STANDARD -
WELD TO STRINGER, TYPICAL

2" SQUARE STEEL TUBE STANDARD

HANDRAIL BRACKET - SEE DETAIL

10 GAUGE WELDED WIRE FABRIC 
PANEL IN CHANNEL FRAME

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

ALL JOINTS WELDED 
AND GROUND SMOOTH

2" SQUARE STEEL TUBE TOP AND MID RAIL

4"
3 

3/
4"

3 
3/

4"

2

A7-1-12

STEEL ANGLE BY METAL 
FABRICATIONS - BEAR ON 
CENTERLINE OF BEAM

16

A7-1-12

2"

3 3/4"

3 3/4"

2'
 -

 1
0"

8"

3" CONCRETE SLAB ON 
METAL PAN LANDING

12" STEEL CHANNEL 
STRINGER

TREAD/RISER - SEE DETAIL

2" SQUARE STEEL 
TUBE BOTTOM RAIL

1 1/2" x 1 1/2" x 1'-6" STEEL 
BAR STIFFENER INSIDE 
TUBE STANDARD - WELD 
TO STRINGER, TYPICAL

2" SQUARE STEEL TUBE 
STANDARD

HANDRAIL BRACKET -
SEE DETAIL

10 GAUGE WELDED WIRE 
FABRIC PANEL IN 
CHANNEL FRAME

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

ALL JOINTS WELDED 
AND GROUND SMOOTH

2" SQUARE STEEL TUBE 
TOP AND MID RAIL

8" STEEL CHANNEL HEADER

2

A7-1-12

16

A7-1-12

CONCRETE SLAB ON 
METAL DECK - SEE 
STRUCTURAL DRAWINGS

STEEL BEAM - SEE 
STRUCTURAL 
DRAWINGS

12" STEEL CHANNEL STRINGER

2" SQUARE STEEL TUBE BOTTOM RAIL

2" SQUARE STEEL TUBE STANDARD

10 GAUGE WELDED WIRE FABRIC 
PANEL IN CHANNEL FRAME

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

2" SQUARE STEEL TUBE 
TOP AND MID RAIL

4"
3 

3/
4"

3 
3/

4"

2'
 -

 1
0"

8"

3'
 -

 6
"

STEEL ANGLE - BY 
METAL FABRICATIONS 
BEAR ON CENTERLINE 
OF BEAM

3 
3/

4"

VARIES - SEE PLANS

2'
 -

 1
0"

8"

2" SQUARE STEEL 
TUBE TOP RAIL

2" SQUARE 
STEEL TUBE MID 
RAIL

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

HANDRAIL BRACKET -
SEE DETAIL

2" SQUARE STEEL 
TUBE STANDARD

2" SQUARE STEEL 
TUBE BOTTOM 
RAIL

10 GAUGE 
WELDED WIRE 
FABRIC PANEL IN 
CHANNEL 
FRAME

ALL JOINTS 
WELDED AND 
GROUND SMOOTH, 
TYPICAL
STEEL CHANNEL 
STRINGER1 1/2"x3/4" STEEL 

CHANNEL WIRE 
MESH FRAMING

2"x2" STEEL TUBE 
STANDARDS BEYOND -
ATTACH TO STEEL 
CHANNEL

2"x2" STEEL TUBE HORIZONTAL 
FRAMING - ATTACH TO 2"x2" 
STEEL TUBE BEYOND

2"x2" STEEL TUBE TOP 
RAIL

12" STEEL CHANNEL 
STRINGER

METAL PAN 
LANDING WITH 3" 
CONCRETE FILL

WELDED WIRE FABRIC

1 1/4" I.D. (1.66" MAX. 
O.D.) STAINLESS STEEL 
PIPE HANDRAIL

STEEL CHANNEL STRINGER

2'
 -

 1
0"

8"

3 3/4" 3 3/4" 3 3/4"

3 
3/

4"
3 

3/
4"

4"

1 1/4" I.D. (1.66 O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

HANDRAIL 
BRACKET - SEE 
DETAIL

2" SQUARE STEEL 
TUBE STANDARD, 
TYPICAL

2" SQUARE STEEL TUBE 
TOP AND MID RAIL

2" SQUARE STEEL 
TUBE BOTTOM RAIL

10 GAUGE WELDED 
WIRE FABRIC PANEL 
IN CHANNEL FRAME

1 1/2" x 1 1/2" x 1'-6" 
STEEL BAR 
STIFFENER INSIDE 
TUBE STANDARD -
WELD TO STRINGER, 
TYPICAL

1' - 11"

11"

1'
 -

 1
1"

11
"

2'
 -

 1
0"

2'
 -

 1
0"

1'
 -

 1
1"

BOTTOM OF STAIR RUN

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

1 1/4" STAINLESS 
STEEL PIPE 
STANDARD 
4'-0" O.C. MAX.

CORE SLAB AND FILL SOLID 
W/ NON-SHRINK GROUT

7"

1' - 0"

1'
 -

 1
1"

11
"

2'
 -

 1
0"

TOP OF STAIR RUN

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

1 1/4" STAINLESS 
STEEL PIPE 
STANDARD,
4'-0" O.C. MAX.

1'
 -

 1
1"

2'
 -

 1
0"

CORE SLAB AND FILL SOLID 
W/ NON-SHRINK GROUT

2" SQUARE STEEL TUBE RAILING

CONTINUOUS WELD

CONTINUOUS 1/2" x 1/2" x 1/2" 
STEEL CHANNEL FRAME

10 GAUGE WELDED WIRE FABRIC

DRILL AND WELD

CHANNEL FRAME BEYOND

CLR.

1 1/2"

2" SQUARE STEEL 
TUBE TOP RAIL

2" SQUARE STEEL 
TUBE MID RAIL

2" SQUARE STEEL 
TUBE STANDARD

5/8" DIA. STEEL 
ROD BRACKET

1 1/4" I.D. (1.66" O.D.) 
STAINLESS STEEL 
PIPE HANDRAIL

10 GAUGE 
WELDED WIRE 
FABRIC PANEL IN 
CHANNEL FRAME

ELEVATION SECTION

R
 1

 3
/4

"

1/
4"

1 
1/

2"
 C

LE
A

R
 T

Y
P

.

2'
 -

 1
0"

1'
 -

 2
"

1' - 0"

2'
 -

 1
0"

1'
 -

 2
"

1' - 0"

1 1/4" I.D. (1.66" 
O.D.) STAINLESS 
STEEL PIPE 
HANDRAIL

STAINLESS STEEL HANDRAIL 
BRACKET @ 4'-0" O.C. MAXIMUM -
PROVIDE SOLID WOOD BLOCKING AT 
METAL STUD WALLS FOR 
ATTACHMENT OF BRACKET (TYPICAL)

RETURN HANDRAIL 
TO WALL AND CAP

PLAN VIEW

1/4"

CMU - SEE FLOOR 
PLAN FOR WALL TYPE

4"
3"

5"

CONTINUOUS SEALANT 
JOINT

CONTINUOUS 12" STEEL 
CHANNEL STRINGER

RUBBER 
FLOORING

3" CONCRETE SLAB

METAL PAN 
LANDING
6x6 - W2.9 x W2.9 W.W.F. 
TYPICAL AT ALL LANDINGS

CONTINUOUS 3 x 3 x 1/4 
STEEL ANGLE WELDED TO 
STRINGER

3" = 1'-0"

TYPICAL TREAD AND RISER DETAIL
2

1 1/2" = 1'-0"

WALL MOUNTED HANDRAIL
@ BOTTOM OF STAIR

3
1 1/2" = 1'-0"

WALL MOUNTED HANDRAIL @ TOP OF STAIR
4

1 1/2" = 1'-0"

STAIR DETAIL - BOTTOM OF STAIR
5

1 1/2" = 1'-0"

STAIR DETAIL @ BOTTOM OF LANDING
6

1 1/2" = 1'-0"

STAIR DETAIL @ TOP OF MID-LANDING
7

1 1/2" = 1'-0"

STAIR DETAIL - TOP OF STAIR
81 1/2" = 1'-0"

STAIR DETAIL - GUARDRAIL RETURN @ LANDING
9

1 1/2" = 1'-0"

STAIR CAGE DETAIL
10

1/2" = 1'-0"

GUARDRAIL ELEVATION
11

1 1/2" = 1'-0"

FLOOR MOUNTED HANDRAIL
@ BOTTOM OF STAIR

13
1 1/2" = 1'-0"

FLOOR MOUNTED HANDRAIL @ TOP OF STAIR
14

12" = 1'-0"

WELDED WIRE FABRIC CONNECTION @
TUBE RAIL

15

3" = 1'-0"

HANDRAIL BRACKET DETAIL
16

1 1/2" = 1'-0"

WALL MOUNTED HANDRAIL AT RAMP
1

3" = 1'-0"

TYPICAL LANDING AT WALL DETAIL
17
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METAL
FABRICATION
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CONT. 2x FIRE RETARDANT 
WOOD FRAMING

FACE OF FINISH 
WALL

SHIM SPACE

1x FIRE RETARDANT 
WOOD FURRING @ 2'-0" 
O.C. VERTICAL SPACING -
COORDINATE LOCATIONS 
WITH LOCKER FASTENING 
REQUIREMENTS

1"

1' - 6"

2'
 -
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"

1'
 -
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T
T
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" 
D
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E
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5 1/2"

3 1/2"

SLAB ON GRADE -
SEE STRUCTURAL

WOOD ATHLETIC 
FLOORING

DEPTH OF 
FOOTING MAY BE 
DECREASED 

NON-SHRINK 
GROUT FILL BY 
INSTALLER

WOOD BLOCKING AS NEEDED 

FULLY-RECESSED STAINLESS STEEL, FIRE RATED FIRE 
EXTINGUISHER CABINET WITH NARROW GLASS OPENING

NOTE:
CM-R SHALL COORDINATE ALL DIMENSIONS 
W/ F.E. CABINET MANUFACTURER (TYP.)

SEMI-RECESSED & WALL MOUNTED F.E.C. 
SIMILAR

ALL FIRE EXTINGUISHER CABINETS 
MOUNTED IN RATED WALLS ARE TO BE FIRE 
RATED CABINETS, CONTINUE FIRE RATING 
OF WALL AT BACK SIDE OF CABINET 

2 LAYERS OF 5/8" GWB ON METAL STUDS (SEE 
PLANS FOR PARTITION TYPE)

6"

INTERIOR WOOD PANELING; SEE INTERIOR ELEVATIONS

1/
4"

 M
A

X
. G

A
P

 T
Y

P
.

METAL STUD

NON-COMBUSTIBLE INSULATION

WOOD BLOCKING 
AS NEEDED 

SEMI-RECESSED STEEL FIRE EXTINGUISHER 
CABINET WITH NARROW- GLASS ROUGH OPENING

NOTE:

CM-R SHALL COORDINATE ALL DIMENSIONS 
W/ F.E. CABINET MANUFACTURER (TYP.)

SEMI-RECESSED & WALL MOUNTED F.E.C. 
SIMILAR

ALL FIRE EXTINGUISHER CABINETS 
MOUNTED IN RATED WALLS ARE TO BE FIRE 
RATED CABINETS, CONTINUE FIRE RATING 
OF WALL AT BACK SIDE OF CABINET 

5/8" GWB ON METAL STUDS (SEE PLANS FOR 
PARTITION TYPE)

M
A

N
U

F
A

C
T

U
R

E
R

C
O

O
R

D
IN

A
T

E
 W

/

STUD WALL- FIRE RATING TO MATCH ADJACENT WALLS 

SURFACE MOUNTED STEEL FIRE EXTINGUISHER 
CABINET WITH NARROW- GLASS

NOTE:

CM-R SHALL COORDINATE ALL DIMENSIONS 
W/ F.E. CABINET MANUFACTURER (TYP.)

SEMI-RECESSED & WALL MOUNTED F.E.C. 
SIMILAR

ALL FIRE EXTINGUISHER CABINETS 
MOUNTED IN RATED WALLS ARE TO BE FIRE 
RATED CABINETS, CONTINUE FIRE RATING 
OF WALL AT BACK SIDE OF CABINET

CMU WALL 

C
O

O
R

D
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E
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/ M
A
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U
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/ M
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F
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R

E
R

BACK-TO-BACK METAL 
LOCKERS - SEE 
LOCKER TYPES

4" EPOXY OR RESILIENT 
FLOOR BASE; SEE 
FINISH PLANS

CAST IN PLACE 
CONCRETE BASE

A
.F

.F
.

4"

1"1"

FRONT ELEVATION SIDE ELEVATION

V
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R
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V
A

R
IE

S

CLEAR WIDTH

2' - 0"

7"

V
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@
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3'
 -

 6
" 

C
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A
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N
E

L 
R

A
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 E
X

T
E

N
S

IO
N

TOP OF SLAB

STEEL CHANNEL 
FASCIA BEYOND -
SEE STRUCTURAL

3/8" x 2' - 0 " STEEL 
PLATE FASCIA @ 
LADDER BY METAL 
FABRICATIONS

1/4" BENT ALUM. 
WALL BRACKET

1 1/4" SERRATED 
ALUM. RUNGS -
TYP.

1/4" BENT ALUM. 
WALL BRACKET

HSS 2 1/2" x 2 1/2" x 1/4" 
PAINTED STEEL POST

CANE BOLTS

TOP OF SLAB

CASTORS BEYOND

12" x 12" x 3/8" 
PAINTED STEEL BASE 
PLATE  W/ (4) 1/2" 

∅ANCHOR BOLTS

ACCORDION STYLE 
METAL GATE

NOTE: METAL GATE, POST, 
BASE PLATE AND ANCHOR 
ALL BY METAL 
FABRICATIONS

6'
-0

" 
G

A
T

E
 H

E
IG

H
T

SOLID SURFACE SHELF

LOCKER

PLYWOOD (CONCEALED ON 
ALL SIDES); SHIM, SAND, 
AND SCRIBE AS NEEDED TO 
KEEP TOP SHELF LEVEL

THICKENED SOLID 
SURFACE EDGE

1"1" OVERHANG

1 
1/

2"

SEALANT & ROD

1 1/2" = 1'-0"

FIRE EXT. CABINET
1

1 1/2" = 1'-0"

FIRE EXTINGUISHER - MASONRY WALL
2

1 1/2" = 1'-0"

TYP. FIRE EXT. CAB. DETAIL
3

1 1/2" = 1'-0"

FIRE EXT. CAB. @ PHENOLIC
4

1 1/2" = 1'-0"

FIRE EXTINGUISHER CABINET AT 12" CMU WALL (FEC-2)
5

6" = 1'-0"

Locker Base - Concrete w/ Ceramic Tile Base
6

6" = 1'-0"

Locker Base - Concrete w/ Epoxy Base
7

6" = 1'-0"

Locker Base - Concrete w/ Resilient Base
8

6" = 1'-0"

Locker Base - Wood w/ Ceramic Tile Base
9

6" = 1'-0"

Locker Base - Wood w/ Resilient Base
10

6" = 1'-0"

Locker Base - Wood w/ Sheet Vinyl Base
11

1 1/2" = 1'-0"

VOLLEYBALL SLEEVE DETAIL
12

1 1/2" = 1'-0"

FIRE EXTINGUISHER TYPE: FEC-FR & FEC-SR1
13

1 1/2" = 1'-0"

FIRE EXTINGUISHER TYPE: FEC-SR1 & FEC-SR2
14

1 1/2" = 1'-0"

FIRE EXTINGUISHER TYPE: FEC-SM1 & FEC-SM2
15

6" = 1'-0"

ISLAND LOCKER BASE, TYPE LB-C2
16

3/4" = 1'-0"

TYPICAL WALL LADDER DETAIL
17

1 1/2" = 1'-0"

SECURITY GATE DETAIL
18

3" = 1'-0"

SURFACE SHELF ABOVE LOCKER
19
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CONCRETE SLAB ON METAL 
DECK - SEE STRUCTURAL

DECK SUSPENDED 
RESILIENT CEILING 
HANGER

7/8" METAL FURRING 
@ 16" O.C.

1 1/2" COLD ROLLED 
CHANNELS @ 4'-0" O.C.

(2) LAYERS OF 5/8" GWB

CONTINUOUS FOAM BACKER ROD 

CONTINUOUS SOUND 

SPRAY FIREPROOFING

3 1/2" MINIMUM 
ACOUSTIC BATT 
INSULATION

STEEL BEAM - SEE 
STRUCTURAL
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12' - 0"

92' - 4 3/8"

92' - 4 3/8"

8' - 4 1/2"

AL-1-1
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AL-1-1
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AL-1-1

6

AL-1-1

5

Corridor

LR202

ELEV

E3

STAIR

A7-1-10

15

A7-1-9

2

A4-1-4

2

?

E3.2

LR202

LR203

LR204

LR205

LR206

LRS1.2

TEAM ROOM

LR203

VEST

LR201

COACH/OFFICIAL

LR204

COACH/OFFICIAL

LR205

TEAM ROOM

LR206

A4-1-5

24

23

22

25

A4-1-5

27

26
28

A4-1-5

29

31
30

Locker Building First Level

ELEV. 15' - 0"

Locker Building Second Level

ELEV. 29' - 0"

Locker Building Roof

ELEV. 41' - 0"

12
' -

 0
"

14
' -

 0
"

Locker Building First Level

ELEV. 15' - 0"

Locker Building Second Level
ELEV. 29' - 0"

Locker Building Roof

ELEV. 41' - 0"

2

A3-2-13

1

A3-2-13
METAL ROOF EDGE

FLAT-LOCK METAL TILES

INSULATING GLASS IN ALUMINUM 
STOREFRONT SYSTEM

CMU VENEER

METAL GUARDRAIL 
& HANDRAIL

MOTOR OPERATED OVERHEAD 
DOOR WITH INSULATING PANELS

INSULATING GLASS IN ALUMINUM 
CURTAIN WALL SYSTEM

Locker Building First Level

ELEV. 15' - 0"

Locker Building Second Level

ELEV. 29' - 0"

Locker Building Roof

ELEV. 41' - 0"

2

A3-2-13

1

A3-2-13

METAL ROOF

FLAT-LOCK METAL TILES

METAL GUARDRAIL & HANDRAIL

CMU VENEER

Locker Building First Level

ELEV. 15' - 0"

Locker Building Second Level
ELEV. 29' - 0"

Locker Building Roof

ELEV. 41' - 0"

FLAT-LOCK METAL TILES

CMU VENEER

INSULATING GLASS IN ALUMINUM 
STOREFRONT SYSTEM

METAL GUARDRAIL & HANDRAIL

METAL ROOF EDGE

Locker Building First Level

ELEV. 15' - 0"

Locker Building Second Level

ELEV. 29' - 0"

Locker Building Roof

ELEV. 41' - 0"

CMU VENEER

METAL ROOF EDGE

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.

A B
C

D

Scale:

Job No.:

Date:

Drawn By:

N

PROJECT NORTH

C
O

P
Y

R
IG

H
T

 2
0
2
1
  
  
  
 D

R
U

M
M

E
Y

 R
O

S
A

N
E

 A
N

D
E

R
S

O
N

, 
IN

C
.

C

DRA

Drummey Rosane Anderson, Inc.

260 Charles Street 
Studio 300

Waltham, MA 
02453

Planning   Architecture   Interior Design

225 Oakland Road 
Studio 205
South Windsor, CT 
06074

www.draws.com
Tel:   617.964.1700 

KEY PLAN

MAGNETIC NORTH

As indicated

AL-1-1
20202

LOCKER
BUILDING

DRAWINGS

MSBA DESIGN
DEVELOPMENT

SUBMISSION

August 4th, 2022

August 4th, 2022

100 Hemlock Road,
Wakefield, MA 01880

Northeast
Metropolitan

Regional
Vocational High

School

1" = 10'-0"

LOCKER BUILDING FIRST FLOOR PLAN
1

1" = 10'-0"

LOCKER BUILDING SECOND FLOOR PLAN
2

1/8" = 1'-0"

LOCKER BUILDING SECTION
3

1/8" = 1'-0"

LOCKER BUILDING ELEVATION - NORTH
4

1/8" = 1'-0"

LOCKER BUILDING ELEVATION - SOUTH
5

1/8" = 1'-0"

LOCKER BUILDING ELEVATION - EAST
6

1/8" = 1'-0"

LOCKER BUILDING ELEVATION - WEST
7



M1M1

M4M4

M3M3

M2M2

MA

MA

MB

MB

MAINT. GARAGE

60
' -

 0
"

34' - 0"

TLT

M102

A4-1-4

4

MAINT. GARAGE

7

AM-1-1

8

AM-1-1

METAL BUILDING 
SIDING - SEE 
NOTE 1

CMU VENEER

METAL 
BUILDING 
CORNER TRIM -
SEE NOTE 1

H.M. DOOR & 
FRAME

H.M. DOOR & 
FRAME

MOTOR OPERATED 
OVERHEAD DOOR WITH 
INSULATING GLASS

METAL BUILDING 
SIDING - SEE 
NOTE 1

CMU VENEER

METAL 
BUILDING 
CORNER TRIM -
SEE NOTE 1

2" 

1'-0"

7

AM-1-1

8

AM-1-1

METAL BUILDING 
SIDING - SEE 
NOTE 1

CMU VENEER

METAL 
BUILDING 
CORNER TRIM -
SEE NOTE 1

METAL BUILDING 
SIDING - SEE 
NOTE 1

CMU VENEER

METAL 
BUILDING 
CORNER TRIM -
SEE NOTE 1

2" 

1'-0"

MB

16
' -

 0
"

8"
3'

 -
 4

"
12

' -
 8

"

CONCRETE FOOTING AND 
FOUNDATION WALL - SEE 
STRUCTURAL

1" RIGID INSULATION

2" RIGID INSULATION

1/2" PRE-MOLDED FILLER

FLUID APPLIED AIR/VAPOR BARRIER

CMU VENEER - SEE BUILDING ELEVATIONS

CONTINUOUS TREATED WOOD BLOCKING

METAL FLASHING W/ 
CONTINUOUS HOLD DOWN CLEAT

METAL SIDING - SEE NOTE 1

LINE OF APPROXIMATE GRADE -
SEE LANDSCAPE DRAWINGS

CONCRETE SLAB ON 
GRADE - SEE STRUCTURAL

8" CMU BACKUP

3" RIGID INSULATION

STEEL SIDEWALL GIRTS -
SEE NOTE 1

BATT INSULATION & VAPOR 
RETARDER - SEE NOTE 1

STEEL BENT FRAMING -
SEE NOTE 1

CONTINUOUS METAL EAVE 
TRIM - SEE NOTE 1

STEEL ROOF PURLIN - SEE NOTE 1 STANDING SEAM METAL 
ROOF WITH CONTINUOUS 
INSULATINO SYSTEM -
SEE NOTE 1

2" 

1'-0"

UNDER SLAB 
VAPOR BARRIER

GROUT SOLID

METAL THRU-WALL 
FLASHING W/ WEEPS 
@ 2'-0" O.C. MAX.

MA

2" 

1'-0"

CONCRETE FOOTING AND 
FOUNDATION WALL - SEE 
STRUCTURAL

1" RIGID INSULATION

2" RIGID INSULATION

1/2" PRE-MOLDED FILLER FLUID APPLIED AIR/VAPOR BARRIER

CMU VENEER - SEE BUILDING ELEVATIONS

CONTINUOUS TREATED WOOD BLOCKING

METAL FLASHING W/ 
CONTINUOUS HOLD DOWN CLEAT

METAL SIDING - SEE NOTE 1

LINE OF APPROXIMATE GRADE -
SEE LANDSCAPE DRAWINGS

CONCRETE SLAB ON 
GRADE - SEE STRUCTURAL

8" CMU BACKUP

3" RIGID INSULATION

STEEL SIDEWALL GIRTS -
SEE NOTE 1

BATT INSULATION & VAPOR 
RETARDER - SEE NOTE 1

STEEL ROOF PURLIN -
SEE NOTE 1

CONTINUOUS METAL 
GUTTER - SEE NOTE 1

UNDER SLAB 
VAPOR BARRIER

GROUT SOLID

METAL THRU-WALL 
FLASHING W/ WEEPS 
@ 2'-0" O.C. MAX.

GENERAL NOTES:

1. ITEMS ON THIS SHEET WHICH REFER 
TO NOTE 1 WILL BE PROVIDED BY THE METAL 
BUILDING MANUFACTURER.

2. PROVIDE SEALED CONCRETE FINISH 
AT GARAGE FLOOR & EPOXY PAINT AT 
TOILET ROOM FLOOR

FLOOR PLAN GENERAL NOTES:

1. FIRST FLOOR FINISHED FLOOR DATUM 
ELEVATION OF 100'-0" CORRESPONDS TO 1,165' 
MEAN SEA LEVEL, AS SHOWN ON SITE AND CIVIL 
DRAWINGS.

2. ALL MASONRY PARTITIONS SHALL BE 8” CMU 
(8.0 WALL TYPE) UNLESS OTHERWISE NOTED ON 
THE FLOOR PLANS.

3. ALL GWB INTERIOR PARTITIONS PROVIDE G6.0 
WALL TYPE UNLESS OTHERWISE NOTED ON THE 
FLOOR PLANS.

4. FURNISH AND INSTALL BOND BEAM LINTELS BY 
MASONRY (TRADE-BID CONTRACTOR) AT ALL 
MASONRY OPENINGS UNLESS INDICATED 
OTHERWISE. REFER TO PLANS, ELEVATIONS, 
SECTIONS, DOOR SCHEDULES AND MECHANICAL 
(HVAC) DRAWINGS FOR INFORMATION.  REFER TO 
MASONRY LINTEL SCHEDULE ON  STRUCTURAL 
DRAWINGS FOR DETAILS AND INFORMATION.

5. FURNISH AND INSTALL SEISMIC RESTRAINTS BY 
METAL FABRICATIONS (TRADE-BID CONTRACTOR) 
AT ALL MASONRY PARTITIONS. REFER TO 
DETAILS ON STRUCTURAL DRAWINGS.

6. INSTALL CMU ABOVE ALL OPENINGS IF 
ADJACENT WALL CONSTRUCTION IS CMU, 
UNLESS NOTED OTHERWISE.

7. REFER TO STRUCTURAL DRAWINGS FOR ALL 
CMU REINFORCING REQUIREMENTS 

8. PROVIDE 1" RADIUS BULL NOSE CMU TO THE 
UNDERSIDE OF THE CEILING AT ALL EXPOSED 
INTERIOR CORNER CONDITIONS, UNLESS NOTED 
OTHERWISE.

9. FOR CONTROL JOINT LOCATIONS AT INTERIOR 
MASONRY WALLS REFER TO SPECIFICATIONS. 
SUBMIT PROPOSED CONTROL JOINT LAYOUT TO 
THE ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

10. FOR CONTROL JOINT LOCATION AT GWB 
PARTITIONS, SOFFITS AND CEILINGS REFER TO 
SPECIFICATIONS, AND/OR INTERIOR ELEVATIONS 
AND/OR REFLECTIVE CEILING PLANS.  SUBMIT 
PROPOSED CONTROL JOINT LAYOUT TO THE 
ARCHITECT FOR APPROVAL PRIOR TO 
INSTALLATION.

11. REFER TO CODE ANALYSIS CD 1-1, CD 1-2 FOR 
FIRE RATING REQUIREMENTS OF THE BUILDING 
COMPONENTS.

12. REFER TO STRUCTURAL DRAWINGS FOR 
NOTES/DESCRIPTIONS OF THE SPRAY APPLIED 
FIREPROOFING EXTENTS AND INTUMESCENT 
MASTIC FIREPROOFING SCOPE REQUIRED AT THE 
STRUCTURAL STEEL COMPONENTS. SEE 
INTERIOR ELEVATIONS AND SECTIONS FOR 
ADDITIONAL INFORMATION.   

13. SEE FOODSERVICE AND EQUIPMENT 
DRAWINGS FOR ADDITIONAL INFORMATION.

14. PROVIDE 20 GAUGE METAL STRAPPING 
BEHIND GWB (CONCEALED FROM VIEW) AS 
REQUIRED FOR MOUNTING OF THE 
MARKERBOARDS, TACKBOARDS, ACOUSTICAL 
PANELS, AND MARKER WALLS OCCURRING ON 
METAL STUD WALLS.

15. PROVIDE 3/4" PLYWOOD BLOCKING (SIZES 
SHALL BE COORDINATED WITH TECHNOLOGY 
EQUIPMENT REQUIREMENTS) BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF THE WALL MOUNTED 
PROJECTORS, INTERACTIVE FLAT PANELS 
DISPALYS, AND TV MONITORS OCCURRING ON 
METAL STUD WALLS.

16. PROVIDE WOOD BLOCKING BEHIND GWB 
(CONCEALED FROM VIEW) AS REQUIRED FOR 
MOUNTING OF HANDRAILS, TOILET ACCESSORIES 
AND TOILET/SHOWER PARTITIONS, AND DIVIDER 
CURTAIN TRACKS OCCURRING ON METAL STUD 
WALLS AND CEILINGS.

17. ALL DIMENSIONS AT METAL STUD PARTITIONS 
ARE TO THE FACE OF THE STUD UNLESS NOTED 
AS “CLEAR”

18. AT WALL LOCATIONS WHERE PARTITIONS 
WITH MULTIPLE LAYERS OF 5/8" GWB TRANSITION 
TO THE PARTITION WITH SINGLE LAYER OF 5/8" 
GWB, ALIGN THE FACES OF THE FINISH WALL 
SURFACES. STUD FRAMING LOCATIONS SHALL BE 
ADJUSTED ACCORDINGLY. REFER TO THE PLAN 
DRAWINGS FOR PARTITION TYPES 
DESIGNATIONS.

NOTE A:  AT METAL STUD PARTITIONS WITHIN THE 
SPACE PROVIDE ABUSE RESISTANT GYPSUM 
BOARD (ARGB) TO 8'-0" A.F.F.  REFER TO 
PARTITION TYPES FOR WALL CONSTRUCTION 
REQUIREMENTS.
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